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Background 
Building Information Modeling (BIM) is a prevalent tool in the Architecture, Engineering and 
Construction (AEC) industry.  Most of our projects MILCON and many of the SRM projects 
currently use BIM in multiple applications throughout the design and building process.  The GSA 
has required BIM on their major projects starting design in 2007 and beyond1.  The VA has 
required BIM on all major renovation and construction projects starting design in 20092.  The 
AEC industry as a whole is advancing rapidly in the breadth of use of BIM across the FLCM 
every year.  USACE has been utilizing their BIM Roadmap across their Center of 
Standardization (COS) building types since 2007.  The Multi-National Forces Iraq (MNFI) has 
even used BIM in the concept development of the Air Force Theater Hospital in an active war 
zone3.  The BIM platforms (software) available are strong, established and in regular daily use 
amongst the AEC industry we engage every day.   

NOTE:  Information on BIM and how the MHS and other Federal Agencies use BIM can be 
found at http://www.tricare.mil/ocfo/ppmd/guideplates.cfm#Tools-BIM.    

BIM Overview 
BIM has multiple definitions throughout the AEC industry.   One of the most comprehensive 
definitions is that used by the GSA. 

Building Information Modeling is the development and use of a multi-faceted 
computer software data model to not only document a building design, but to 
simulate the construction and operation of a new capital facility or a recapitalized 
(modernized) facility. The resulting Building Information Model is a data-rich, 
object-based, intelligent and parametric digital representation of the facility, from 
which views appropriate to various users’ needs can be extracted and analyzed to 
generate feedback and improvement of the facility design. 

 

While some attempt to define BIM as a process in and of itself, there are multiple processes in 
the AEC industry that use BIM effectively.  It is true that some processes better support the 
extent to which BIM’s potential can be realized; however BIM is an enabling tool that is used in 
processes to more effectively obtain desired objectives.   BIM is a collection of enabling tools 
that allows owners, designer, builders, operators and associated supporting entities to more 
effectively execute the various tasks required in FLCM.  The use of BIM tools can enhance and 
facilitate process improvement or even enable tasks or processes that were previously 
impractical with non-intelligent models using a myriad of disconnected data sets of associated 
with the project. 

                                                 
1 GSA BIM Overview | http://www.gsa.gov/portal/content/105075  
2 VA BIM Guide | http://www.cfm.va.gov/til/bim/BIMGuide/lifecycle.htm  
3 “Case Studies in BIM Implementation for Programming of Healthcare Facilities,” ITcon Vol. 13, Special 
Issue Case Studies of BIM Use , pg. 246-257 | 
http://www.itcon.org/data/works/att/2008_18.content.05339.pdf  
 

http://www.tricare.mil/ocfo/ppmd/guideplates.cfm#Tools-BIM�
http://www.gsa.gov/portal/content/105075�
http://www.cfm.va.gov/til/bim/BIMGuide/lifecycle.htm�
http://www.itcon.org/data/works/att/2008_18.content.05339.pdf�
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Often is not a singular platform that does everything within on piece of software is another key 
factor of BIM used in healthcare projects.  In many cases it is a collection of platforms that 
exchange data effectively, each with their own core strengths, across the FLCM.  For instance, 
a building information model may need to absorb initial planning data (e.g. SEPS), assimilate 
data as design is developed and decisions made, export and re-import data periodically for 
analysis (e.g. Trace 700 energy analysis) or coordination (e.g. NavisWorks clash detection), and 
exchange data for the operations and maintenance of the facility (e.g. DMLSS, CMMS, or 
CAFM). 

While there are many current uses of BIM, the application continues to grow as the industry 
works to increase interoperability.  Multiple reports published by the Building Smart Alliance and 
McGraw-Hill surveying industry use and growth of BIM clearly highlight the speed at which BIM 
has become engrained in the AEC industry, and the expended uses across the FLCM (e.g. 
Green BIM: How Building Information Modeling is Contributing to Green Design and 
Construction).4 

MHS BIM Objectives 
For the last two years the MHS has unofficially had nine primary focused BIM objectives guiding 
various efforts.   The use of defined objectives gives the MHS a deliberate approach for 
implementing BIM use as an enabling tool to support the mission of the MHS, specifically in the 
FLCM of its direct care facilities and healthcare research laboratories.  These objectives are the 
premise of the proposed PIP for minimum BIM requirements.  The list of objectives is not static, 
but rather dynamic to support the needs of the MHS.  They are chosen in a deliberate fashion 
and are used to allow the MHS to focus on real and tangible solutions; implementing BIM in a 
strategiclystrategically, while helping the MHS avoid uses of BIM that may be more whimsical 
than practical. 

Band Objectives and Description 

LO
D

 

1. Level of Detail (LOD). Clearly define the level of level of effort/detail (LOE/LOD) 
in the BIM and associated submittals. 

a. Use existing industry standards where possible.  (e.g. AIA & VA LOD, 
and defined in a BIM Executive Guide) 

b. Standardize BIM expectations and language within the MHS projects to 
reduce confusion during contract, design and construction. 

i. Stretch Goal:  Relative to BIM implementation:  coordinate 
standardization with VA and other healthcare systems to achieve 
mutual objectives more effectively within the AEC industry. 

                                                 
4 McGraw Hill Green BIM: How Building Information Modeling is Contributing to Green Design and 
Construction  | http://construction.com/market_research/FreeReport/GreenBIM/  

http://construction.com/market_research/FreeReport/GreenBIM/�
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Band Objectives and Description 

Va
lid

at
io

n 

2. PFD Validation:  Automate the validation of the contracted program 
requirements during the design process.  Validating the program for design 
(PFD) in an efficient and effective manner in the design submittal process. 

a. The primary goal of this objective is to effectively automate the 
integration of the PFD requirements to include space criteria (UFC 4-
510-01 Appendix A) comparisons in real time.  This enables the entire 
team to eliminate time intensive space take-offs, and to more effectively 
assess current design status relative to contracted program while 
increasing the confidence of accuracy. 

b. This objective has significant benefits to both the MHS services and 
agents reviewing submittals, but also to the design teams tasked with 
developing the program and criteria into actionable designs and the 
builders as they bring the facility into reality, and further as that 
information is carried into the operations and maintenance. 

c. This objective also allows planning data to be carried across the various 
stages of the FLCM to enable longitudinal analysis supportive of a 
feedback loop in a continuous learning organization. 

3. Equipment Validation:  Automate the validation of the medical equipment 
requirements during the design and construction process.  Validating the PRC 
(Project Room Contents) in an efficient and effective manner during the design 
submittal process is a key element of this objective. 

a. The primary goal of this objective is to automate the validation process of 
the design submittals against the PRC provided in the project contract.  
This enables the entire team to eliminate time intensive take-offs, 
allowing all members of the team to more effectively assess current 
design status relative to contract requirements while increasing the 
confidence of accuracy. 

b. Refer to objective discussion 2.b above. 
c. This also supports and enables more accurate design integration of the 

medical equipment and significantly reduces the man-hours involved in 
the design development of the medical equipment plans. 

d. The effort also allows a more automated coordination and integration of 
initial MILSTD 1691 Database details allowing earlier concept 
engineering analysis.  Further the effort supports a more real-time update 
of the engineering requirements as the design team refines the medical 
equipment details in design development and final design. 

e. There are also secondary benefits related to IO&T coordination. 
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Band Objectives and Description 

In
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n 
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to
 D

M
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S 

4. DMLSS- Facility Management (FM) Integration: The focus of this goal is to 
automate the loading of new RPIE information into the DMLSS-FM module and 
more effectively coordinate the information needed from design and construction 
to support effective operations and maintenance of our facilities. 

a. This objective works to streamline the process steps required to 
effectively and accurately get the RPIE items loaded in the DMLSS-FM in 
a timely fashion such that they are available to the facility manager (FM) 
at BOD.  The current process is non-standard, manual and often unique 
to each project.   Currently even small projects can take months after 
BOD to get loaded by a process that is often highly manual and 
replicating information that is often a duplication of data entry effort 
already performed at least once by other members of the AEC team. 

b. This objective works to reduce the total effort required by the designer, 
construction contractor and service staff collecting, organizing, validating, 
standardizing and entering into multiple systems (e.g. databases, 
spreadsheets, etc.) to ultimately get it into the DMLSS-FM model. 

5. DMLSS-Equipment & Technology Management  (E&TM) integration:  The focus 
of this objective is to automate the hand off of information through procurement 
and loading into the DMLSS-E&TM module effectively. 

a. This effort will predominately focus on standardizing information to be 
handed off for procurement from the design in such a way that it better 
facilitates the structure of the data passed from IO&T planning to 
procurement to DMLSS-E&TM for importing. 

b. Stretch Goal:  Over time the efficacy of passing this data directly to the 
medical logistic procurement system will be considered. 

c. Stretch Goal:  Over time the efficacy and benefit to the MHS to link the 
DMLSS-E&TM data to the BIM/CAD models will be considered. 
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Band Objectives and Description 

En
er

gy
 

6. Energy:  The primary focus of this objective is to use BIM to more effectively and 
efficient support energy modeling of the design to allowing the team to make 
substantive sustainability (e.g. energy) decisions, support the MHS’s ability to 
assess the performance over time and potentially support a degree of 
accountability towards energy independence. 

a. The primary focus of this objective is to allow timely and concurrent 
energy analysis of alternative design solutions.  This would support 
energy decisions that synchronized with the design development 
process, rather than lagging too far behind the ongoing design decisions. 

b. The use of BIM integrated various assessment tools (e.g. Trace 700) can 
significantly increase the design teams ability to determine impacts of 
alternatives and better support more collaborative discussions among the 
various team members. 

c. The use of BIM also is more supportive of down-stream fabrication 
operations which support the ability to enable more shop fabrication, 
reducing onsite construction.  Shop fabrication has proven to increase 
overall quality and accuracy in many aspects of the MEP and building 
envelope construction, which are key factors in translating energy 
efficient design into reality. 

Pl
an

ni
ng

 
Fe

ed
ba

ck
 

7. Planning & Programming Analysis:  Effective, relational and accurate data from 
requirements and design development, construction, transition and operations 
back to planning policy development.  

a. The primary focus of this objective is to roundtrip Space Data on cost 
back to Planning (PPD) – create an effect feedback loop. 

b. The handoff of data to DMLSS-FM will also support higher accuracy of 
relating facility data back to MHS healthcare datasets such as M2. 

Tr
an

si
tio

n 
Su

pp
or

t 

8. Initial Outfitting & Transition (IO&T) Support:  Effectively integrate the transition 
planning an execution with planning and design development.  This objective 
targets integrating the transition planning and initial outfitting (IO) procurement 
process more effectively with the design development and construction 
execution. 

a. Transition planning is enhanced when synchronized with the design and 
construction.  The effective exchange of information between transition 
planning teams and the design and construction teams will reduce 
conflicts, rework and confusion. 

b. Stretch Goal:  Support the automation IO (LOGCAT C) purchases to 
facilitating the initial outfitting procurement and installation process. 
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Band Objectives and Description 

FL
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9. Interoperability of Required Elements across the FLCM. 
a. Support means and methods in the industry that enable and are 

complimentary to effective exchange of information as we execute the 
MHS objectives on BIM. 

i. This includes support of common industry standards whenever 
possible.  (e.g. IFC, IFD, Omni-Class, etc.) 

b. Execute our objectives in such a way that supports and enforces 
interoperability of data exchanges across the FLCM within the AEC 
industry. 

c. Ensure that data silos are broken down as we execute BIM objectives, 
facilitating a common language emphasizing and supporting the 
exchange of data seamlessly. 

d. Supports integration to other MHS systems and avoids creating legacy 
system solutions. 

e. Keeping the end, beginning and middle pieces in mind when executing 
BIM to support common objectives. 

f. Avoid trend implementation of BIM solutions.   
i. Trend BIM solutions are ideas that have not been articulated to a 

defined MHS objective, but are the result of whim over practical 
solutions to stated objectives. 

g. Support federal initiatives to synchronize data to allow integrated disaster 
relief or response in a national emergency.  (e.g. 
http://www.ahrq.gov/prep/havbed/havbed5.htm)  

 

http://www.ahrq.gov/prep/havbed/havbed5.htm�
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BIM Salient Points to MHS 
The use of BIM across the AEC industry supports and enables the ability to “work smarter, 
rather than harder.”  The figures below (Figure 1Figure 1and Figure 2Figure 2) highlights two 
primary features (1) providing information earlier in support of effective decision making, and (2) 
reduction of effort by automating repetitive tasks. 

 

Figure 1  Supplying information earlier to the team for decisions. 
 

PD SD DD CD Proc. OperationsConst.

Traditional design 
process

Cost ($)

Idealized design 
process

Ability to impact project 
costs and functions

PD Pre-Design
SD Schematic Design
DD Design Development
CD Construction Docs.
Proc. Procurement
Const. Construction of building
Operations Operations of building

Information Provided Earlier and Quicker in the Design Process.
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Figure 2  Reduction of Effort Required for Coordination & Repetitive Tasks 
 

IFC & IFD 
One of the primary benefits of BIM is the ability to exchange data in such a way that it supports 
and informs the processes used in the AEC industry.  The ability to do this effectively and in an 
interoperable manner requires some common “language” basis for multiple tools to share 
information.  The figure below (Figure 3Figure 3) represents two fundamental building elements:  
Industry Foundation Classification (IFC) and Industry Framework for Dictionaries (IFD) as it 
relates to supporting the FLCM.  The use of BIM supports multiple tasks across the FLCM: 

• Visualization 
• Simulation (schedule, environment, ventilation, fire, IAQ, etc.) 
• Facility Management (operations, CMMS, and space planning, CAFM) 
• Construction Management 
• Specifics 
• Procurement 
• Planning 
• Computer Aided Drafting (CAD)  
• Knowledge Databases 

 

PD SD DD CD Proc. OperationsConst.

Cost ($)

Ability to impact project 
costs and functions

Reduced effort:
1. Repetitive Tasks Automated
2. Bad / Lack of information reduced
3. Trade coordination / updates sooner 

(increased collaboration)
4. Ability to provide better information to users, 

to support effective user/client input.

Traditional design 
process

Idealized design 
process
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Figure 3  IAI Nordic Chapter 2000 BIM Product Model 
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Industry Coordination 
The United States’ AEC industry has 
come together through the 
buildingSMART alliance to establish 
a means for industry collaboration 
and realization of the BIM through 
industry standardization.  Figure 
4Figure 4 demonstrates the 
coordination that helped build a 
foundation for the BIM available 
today. 

The reality of BIM as a standard and 
pervasive tool within the AEC 
industry was realized through the 
past and ongoing coordination of 
various standards organizations, 
industry professionals (designers, 
builders, manufacturers, and 
owners), web and media venues, 
and software developers.  Their 
coordinated efforts have allowed 
BIM to become practicable versus simply conceptual. 

Readers of this document that are interested in further details of this discussion should review 
the National BIM Standard at http://www.wbdg.org/bim/nbims.php.    The remainder of this 
discussion will focus on the relevance of BIM to support and enable the MHS facilities 
community to more effectively and efficiently support the mission of the MHS in supporting the 
defense of the United States. 

Level of Detail (LOD) 
There are multiple levels of detail that a BIM model goes through as the project develops, from 
conceptual to as-built.  The AIA has established five defined levels of detail (LOD): 

• 100  Conceptual 
• 200  Approximate geometry 
• 300  Precise geometry 
• 400  Fabrication 
• 500  As-built 

 

 

Figure 4  buildingSMART® Construct 
Source:  AEC Infosystems and Graphisoft 
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Figure 5  Level of Detail – Diagrammatic Example 
 

The advent of BIM and benefits noted Figure 1Figure 1 and Figure 2Figure 2 have allowed 
the project team to establish higher LOD’s much earlier in the design process.  The figure below 
demonstrates the ability to reach higher levels of detail earlier in the design process.  The 
example facilitated more effective medical equipment planning process and intern facilitated the 
locking of the floor plan with almost no adjustments to floor plan due to medical equipment at 
later stages of the design development and construction drawing submittals. 

100 200 300 400 500
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 Dental Lab Dental Treatment Rooms 

Figure 6  Example Detail Supported (Korea Camp Carroll TMC/Dental S4) 
 

MHS Relevance 
The MHS mission within the DoD is clear and defined.  Within that mission is the need for 
capital facility assets that enable the execution of direct care and medically related research. 

The coordination of the FLCM involves many entities directly inside the MHS, others internal to 
the DoD and those external to the federal government to achieve success.  The three primary 
entities involved within the DoD are TMA/OSD-HA (PPMD), the services (respective service 
health facility planning divisions and their associated operations and maintenance), and the 
agents (service contracting offices for design and construction).  The services provide a means 
for coordination with the user groups, while the agents provide a means to access industry 
professionals to design and construction the required facility solutions.  Together the MHS 
entities (PPMD and the services representatives) fulfill the owner’s role as the MHS conducts 
FLCM. The agents’ role is predominately limited to a small, but no less important, fraction of the 
entire FLCM – design and construction.  The figure below (Figure 7Figure 7) demonstrates the 
relative cost of the facility across its entire life cycle.  The agents’ primary involvement reflects 
about 9.6% of the total effort.   This is why it is incumbent upon the MHS to lead its BIM 
implementation for its facility infrastructure.  The AEC industry as a whole has been realizing 
incremental benefits of BIM; however it has also be realized the entity that has the overview of 
the FLCM vision is the owner.  The owner is the entity that has the ability to see the multiple 
interoperability requirements that BIM can enable, and the owner is the one that has the ability 
to coordinate and tie the pieces together. 
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Figure 7  FLCM Relative Costs 
 

FLCM enabled by BIM 
The MHS has in the past had a fundamental 
challenge in carrying information across the 
lifecycle from planning to design, validation and 
coordination of design, from design to 
construction, validation and coordination during 
construction, from construction to operations, 
and feeding information back to planning 
supportive of a continuous learning organization.  
The past has been inhibited by a lack of the 
tools to achieve such coordination in an efficient 
or cost effective manner.  BIM provides an 
enabling tool to allow an organization to this in a 
realistic manner. 

The MHS has a collection of data elements that 
support the planning process.  These data sets 
include the MILSTD 1691, Space Planning 
Criteria, UFC 4-510-01 Appendix A, and selected guide plates.  Through the use of master 
planning which analyzes perceived needs to develop requirements, the MHS defines projects by 
filtering the requirements through standards and criteria.  SEPS provides a means for the MHS 

 
 

 

 

  

 

Figure 8  FLCM Data Exchange 
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to develop a data set that articulates the space (with associated technical criteria) and 
equipment (medical and furniture) requirements to the design team. 

 

 

Figure 9  Data Exchange Planning to Operations Potential 
 

During the design process the data set from the planning gets developed in detail to enable 
construction.  At various points during the conceptual and design development the owner and its 
agents, review the progression for compliance to meet the design intent within the bounds of the 
contract.  This often includes validation of various elements.  Two key validations conducted are 
reviews of the program to support the projects mission requirements (e.g. validating the PFD 
and spatial adjacencies) and medical equipment (e.g. validating the correct equipment is in the 
correct rooms in accordance with the PRC and the associated layout for functionality). 

Further coordination amongst the design team members themselves is critical to ensure a 
coordinated set of technical engineering and architectural drawings.    Previously this was done 
with limited efficacy two-dimensionally.  Through the benefits of BIM’s three-dimensional 
parametric object based approach it enables multiple benefits for coordination, such as clash 
detection.  The inter-relation of the parametric data also enables the benefits noted in Figure 
1Figure 1 and Figure 2Figure 2.  This exchange of information during design has proven results 
to increase coordination and collaboration while reducing redundant tasks and provide more 
real time information on multiple MHS projects since 2005.  The designers and builders 
engaged by our agents continue to find innovative ways to use BIM to improve their efforts and 
deliver improved quality to the MHS. 
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Figure 10  SEPS to Design & Construction 
 

 

Figure 11  Construction to Operations 
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Proposed PIP Implementation Plan 
 
The following indicates the major milestones associated with the review, approval and 
implementation of the PIP presented. 
 

• PPMD refers to the Portfolio Planning and Management Division of OASD/HA(TMA) . 
• “Agents” refers to the applicable contracting, technical and quality assurance agencies 

employed in support of the MHS facility mission.  AFCEE, NAVFAC, and USACE. 
• “Services” refers to the various department representatives from the services within the 

DoD (e.g. Army, Navy, Air Force). 
• “HFSC” refers to the Health Facilities Steering Committee consisting of PPMD, service 

facility representatives and agent representatives.  
 

Event Status Time 
(cdays) 

PPMD Agents Services SME 

PPMD Review Draft 
Development Draft 5 X   X 
Incorporate Comments Draft 3 X    
Socialize with BIM 
Working Group 

Final 
Draft 1 X X X  

Final Format & Textual 
Edits 

Final 
Draft 15 X    

AD&C UFC 4-510-01 
Review & Approval Final 7  X X  
HFSC Notification Final 15 X    
Published Update UFC UFC 45 X    

 

PIP Implementation Method 
It is expected that this PIP can be implemented in the UFC using the expedited update methods 
associated with UFC’s.   

The PIP is not considered a significant change to the overall UFC. 

Applicability 
This PIP would be applicable to projects which follow the UFC 4-510-01 that have not yet 
awarded design.  It would be used to support and enable the objectives discussed earlier in this 
document across the MHS. 

NOTE:  Projects that are past the design award stage should assess the projects current status 
and apply as many of the requirements noted to the extent within the scope of the current 
contract.  Many projects under contract already are implementing many of the prescribed 
elements noted in this proposed BIM chapter of the UFC 4-510-01. 

Formatted: Space After:  0 pt, Line spacing: 
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Ancillary Impacts / Coordination 
This PIP is expected to have the following cross coordination impacts. 

System Impacts or coordination required. 
Guide Plates As the guideplates are updated, it is expected that they will be 

updated to a BIM format.  It is anticipated that the guideplates 
will incorporate these BIM standards where applicable. 

O&M  (DMLSS-FM & 
DMLSS-ETM) 

DMLSS-FM is currently working on the COBIEv2 
interface/import feature.  This is supportive of the “Integration 
of Data to DMLSS” objective.  Interface details with DMLSS-
ETM remains to be determined. 

Planning (SEPS) The impacts associated with SEPS have already been 
incorporated.  Two SEPS BIM export files (space and 
equipment) are already in the new version of SEPS.  SEPS 
also already has the table to accept the space omni-class 
codes for each room when the VA completes it with CSI. 

Space Planning 
Criteria 

No known direct impacts.  The application of this process 
during design may lead to some recommended criteria 
updates based on the relevance of an analysis to the system 
as a whole, however those will be handled through the 
appropriate space planning criteria in the event they 
materialize. 

UFC 4-510-01 Other impacts to the UFC.  The direct impacts to other 
sections of the UFC are noted below: 

1. Table of Contents – adding new section 
2. Table of Figures – adding new figures 
3. Tables – adding new tables 
4. Adding Chapter 20 to the UFC. 

PIP 
The following PIP is intended to be an update to the UFC 4-510-01 Design: Medical Military 
Facilities. 

Existing Language to be Updated 
None currently exists. 

Proposed Language Location 
UFC 4-510-01.  The proposed language would be added to a new section. 
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Proposed Language 
The following is the proposed language and formatting suggested for this update to the UFC. 

 The proposed language was broken into multiple locations per the request of the 
NAVFAC and the ADC.   The UFC proposed language for Chapter 20, “Building Information 
Modeling (BIM) Requirements,” can be found at: 
  
 The chapter references the details of the minimum requirements in the “DoD Military 
Health System Facility Life Cycle Management (FLCM) Minimum BIM Requirements.”  This 
document can be found at:   

Chapter 20  
Building Information Modeling (BIM) Requirements. 

 
20-1 DEFINITIONS. 
 
20-1.1 Product.   An object-based representation of the physical and functional 
characteristics of a facility.  The Building Information Model (BIM) serves as a shared 
knowledge resource for information about the facility, forming a reliable basis for decisions 
during its lifecycle from inception forward.  The “Model” is defined as 3D graphics that includes 
Facility Data.    
 
20-1.2 Process.  A collection of defined model uses, workflows, and modeling methods 
used to achieve specific, repeatable, and reliable information results from the model.  Modeling 
methods affect the quality of the information generated from a model.  When and why the model 
is used and shared impacts the effective and efficient use of the BIM for desired project 
outcomes and decision support. 

 
20-1.3 Data Definition.  Supports the data standards and data requirements for BIM 
use.  Data continuity allows for the reliable exchange of information in a context where both 
sender and receiver understand the information.   “Facility Data” is defined as associated 
intelligent attribute data.  

 
20-2 BIM FORMAT & MINIMUM REQUIREMENTS.   

 
20-2.1 Multiple BIM platforms will generally be used across the design specialties and 
trades taking advantage of the strengths of the various platforms, therefore no specific BIM 
platform shall be mandated for military healthcare system projects without written consent from 
the Portfolio Planning and Management Division (PPMD). BIM model will be submitted in the 
format used by the winning contractor.  

 
20-2.1.1 IFC Coordination View.  The Contractor’s selected BIM application(s) and 
software(s) must be certified in the IFC (Industry Foundation Class) Coordination View (2x3 or 
better. See www.iai-na.org).    Any deviations from or additions to the IFC property sets for any 
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new spaces, systems, and equipment must receive Government approval prior to 
implementation. 
 
20-2.2 Contractors will use the Model and Facility Data to produce accurate 
Construction Documents.  BIM associated submittals shall conform to the standards described 
in this chapter as a minimum.  Exceptions must be approved by PPMD. 
  
20-2.3 BIM Execution Plan.  Prior to the Initial Design Conference and construction 
kickoff meeting, the contractor shall submit a BIM Execution Plan (Plan), documenting viability 
of the BIM design and analysis technologies selected for the Project Model (integrated with the 
AEC CAD Standard) from concept development through As-Builts as a design, production, 
coordination, construction, and documentation tool and the collaborative process by which it 
shall be implemented.  The Government shall confirm acceptability of the Plan or advise as to 
additional processes or activities necessary to be incorporated into the Plan.   Plan shall include 
the minimums defined herein.  The plan shall be synchronized with the project acquisition 
strategy (delivery, contracting, and procurement methods) applied. 
 
20-2.3.1 DoD Design and Construction Agents shall ensure the BIM execution plan is in 
support of the MHS BIM objectives prior to approval of the BIM Execution Plan. 
 
20-2.3.2 The Plan shall describe uses of BIM during design and construction phases to 
include value management, interference management, and design-change tracking, or such 
other uses as the Contractor proposes.  Additionally the Plan shall describe the handoff of BIM 
data and model to the Military Health System (MHS) over the course of the project execution 
and turn over.  A USACE BIM Project Execution Plan (PxP) example and templates can be 
found on the USACE BIM Technology Center at 
https://cadbim.usace.army.mil/default.aspx?p=s&t=18&i=23.  
 
20-2.3.3 The Plan shall identify how the BIM data will be managed and interoperate (data 
storage, sharing, viewing, quality control parameters in section 20-2.6, and updating, as 
necessary) among all project team members.   
 
20-2.3.4 Conduct a demonstration at the Initial Design Conference to review the Plan for 
clarification, and to verify the functionality of Model technology workflow and processes.  If 
modifications are required, the Contractor shall complete the modifications and resubmit the 
final Plan for Government acceptance.  There will be no payment for design or construction until 
the Plan is acceptable to the Government.  The Government may also withhold payment for 
design and construction for unacceptable performance in executing the Plan. 
 
20-2.4 Design Deliverables.  Develop all designs using Building Information Modeling 
(BIM) and Computer Aided Design (CAD) software.  Design submittal drawings shall be sized 
per contract requirements and suitable for 11”x17” legible scaled reproduction. 
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20-2.4.1 Drawings.  The use of BIM does not negate the need for delivery of CAD files 
used for the creation of the Construction Documents Drawings.  Specification of a CAD file 
format for these drawings submitted shall not be used to limit which BIM application(s) or 
software(s) may be used for project development and execution. 
 
20-2.5 BIM Requirements. 
 
20-2.5.1 Facility Data.  Develop the Facility Data, consisting of a set of intelligent 
elements for the Model (e.g., doors, air handlers, electrical panels).  This Facility Data shall 
include all material definitions, qualities, and attributes that are necessary for the Project facility 
design, construction and in support of operations and maintenance.  Environmental 
sustainability analysis is encouraged. 
 
20-2.5.2 The following notes pertain to sections 20-2.5.3 through 20-2.5.6. 

 
• Note 1 – To be determined in the BIM Execution Plan.  The designer will at a minimum 

create the parameter in the model. 
• Note 2 – Shall be automatically calculated by the BIM platform utilized. 
• Note 3 – Derived from the SEPS BIM Export Files 
• Note 4 – Designer  
• Note 5 – Mechanical, electrical, administrative, circulation, inpatient bed room, etc. 
• Note 6 – Shall be coordinated with the government to match intended signage. 
• Note 7 – Reference Table 20-1 for parameter details and data should be drawn from the 

respective parameters. 
• Note 8 – Reference Table 20-2 for parameter details and data should be drawn from the 

respective parameters. 
• Note 9 – Shall be coordinated with the government ensure correct naming/classification 

structure/label is utilized. 
• Characters:  0.00 represents a number to two decimal places; if the type is “text” the 

number entered represents the maximum number of text characters allowed. 
• Use established IFC parameters where relevant. 

 
 

20-2.5.3 Minimum Project Parameters.  The project itself shall have the following project 
parameters available to add associated data when available or contracted. 

Table 20-1 
Parameter Name Description Type Characters Responsible 

Authority 

CD_Const_A Calendar days in contract for 
construction at award 

Integer  Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

CD_Const_F Calendar days in contract for 
construction at completion  

Integer  Note 1 

CD_Design_A Calendar days in original 
design at award 

Integer  Note 4 

CD_Design_F 
 

Calendar days total for design 
at completion of design 

Integer  Note 4 

Const_Comp Date construction complete 
actual 

Date DD/MM/YYYY Note 1 

Const_ContOff Agent  and office responsible 
for design award (e.g. 
USACE – NAD) 

Text 50 Note 1 

Cost_Arch Construction Contract cost, 
architectural components for 
the project - actual 

Number 0.00 Note 1 

Cost_Control Construction Contract cost, 
controls components for the 
project - actual 

Number 0.00 Note 1 

Cost_Cx Construction Contract cost, 
commissioning (Cx) 
components for the project - 
actual 

Number 0.00 Note 1 

Cost_Elec Construction Contract cost, 
electrical components for the 
project - actual 

Number 0.00 Note 1 

Cost_IT Construction Contract cost, 
information technology 
components for the project - 
actual 

Number 0.00 Note 1 

Cost_LEED LEED premium cost for 
construction 

Number 0.00 Note 1 

Cost_LOGCATA Total cost of LOGCAT A 
items included in the project 

Number 0.00 Note 1 

Cost_Mech Construction Contract cost, 
mechanical components for 
the project - actual 

Number 0.00 Note 1 

Cost_Plumb Construction Contract cost, 
plumbing components for the 
project - actual 

Number 0.00 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Cost_Struct Construction Contract cost, 
structural components for the 
project - actual 

Number 0.00 Note 1 

Cost_Total_A Total construction cost for the 
project at contract award 

Number 0.00 Note 1 

Cost_Total_F Total construction cost for the 
project at project completion 

Number 0.00 Note 1 

Currency Currency used on project Text 25 Note 1 

Currency_Rate Currency rate to USD for 
project 

Number 0.00 Note 1 

Design_Comp Date that the design was 
completed, actual 

Date DD/MM/YYYY Note 4 

Design_ContOff Agent  and office responsible 
for design award (e.g. 
USACE – NAD) 

Text 50 Note 4 

DMIS DMIS ID Text 25 Note 3, 4 
Installation Project location – installation, 

base, station name 
Text 100 Note 1 

Location_Country Project location, country Text 75 Note 1 

Location_State Project location, state Text 75 Note 1 

Location_Town Project location, town Text 75 Note 1 

Location_Zip Project location, postal code Text 00000-0000 Note 1 

NTP_Const Date of notice to proceed was 
given for construction 

Date DD/MM/YYYY Note 1 

NTP_Design Date of notice to proceed was 
given for design 

Date DD/MM/YYYY Note 4 

Organization Organizational name (e.g. 
Tripler Army Medical Center) 

Text 100 Note 1, 2 

PFD_GSF_A Gross square feet in the PFD 
at the award of the contract 

Integer  Note 4 

PFD_NSF_A Net square feet in the PFD at 
the award of the contract 

Integer  Note 4 

PN Project Number Text 25 Note 1, 5 

PName Project name Text 100 Note 1, 5 

Comment [RM1]: Move to zone/department 
level to align with DMIS/DMLSS-FM coordination 
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Parameter Name Description Type Characters Responsible 
Authority 

RPUID Real property unique 
identification number 

Text 25 Note 1 

Total Items 36     

 
20-2.5.4 Minimum Room Parameters.  All rooms shall have the following minimum room 
parameters (Table 20-2) and the data shall be entered for each parameter which is applicable to 
the given room.  The contractor shall maintain an exportable table from the BIM that provides 
the parameters listed in Table 20-2 and Table 20-3. 
 

Table 20-2 
Parameter Name Description Type Characters Responsible 

Authority 

Fire_Zone Fire Safety Zone – to allow 
color diagram development 

Text 10 Note 1 

Gross_Count Default YES.  Yes indicates it 
counts in the space gross 
calculation for the building 
according to the UFC 

Yes/No  Note 1 

Hazardous_Mate
rials 

Room contains hazardous 
materials 

Yes/No  Note 1 

Master_RoomSp
ecs_Formal_Roo
m_Name 

Master room name from SEPS 
export 

Text 150 Note 1, 3 

NSF Net square feet for the space Integer  Note 2 

NSF_Programme
d 

NSF programmed from the 
SEPS export 

Integer 5 Note 1, 3 

Omniclass_Code Associated omni-class code Text 17 Note 1 

Project_Dept_Ag
encyName 

Department owning space Text 150 Note 1, 3 

Project_FA_Age
ncyName 

Department functional area 
classification 

Text 150 Note 1, 3 

Project_Room_I
D 

Project room ID Integer  Note 1, 3 

Project_Room_N
ame 

Space name Text 100 Note 1, 3 
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Parameter Name Description Type Characters Responsible 
Authority 

Room Room Number Text 15 Note 1, 4, 6 

Room_Code Room code from SEPS export Text 5 Note 1, 3 

Room_POC Local point(s) of contact for the 
space 

Text 100 Note 1 

Security_Requir
ement 

Security requirements for 
space 

Text 45 Note 1 

Shielded_Room Space is shield (e.g. lead 
shielding) 

Yes/No  Note 1 

Total Items 16     

 
 

Table 20-3 
Parameter Name Description Type Characters Responsible 

Authority 

DMIS    Note 7 

Floor_Number Floor number Text 15 Note 1, 5 

Installation    Note 7 

RPUID    Note 7 

Total Items 4     

 
20-2.5.4.1 Appendix A Room Data to include:  architectural, mechanical, electrical, 
plumbing, lighting and acoustical design criteria requirements.  Exceptions to keep data external 
to the model, but linked via the “Project_Room_ID” must be approved by PPMD. 
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20-2.5.5 Minimum Real Property Installed Equipment (RPIE) Parameters.  The project 
RPIE objects shall have the following parameters (Table 20-4) available with associated data 
updated as the design is developed and items are purchased and installed during construction.  
The contractor shall maintain an exportable table from the BIM that provides the parameters 
listed in Table 20-4, Table 20-5 and Table 20-3 for each RPIE item. 

Table 20-4 
Parameter Name Description Type Characters Responsible 

Authority 

Acquisition_Cos
t 

Cost of the RPIE item Number 0.00 Note 1 

Areas_Supporte
d 

Areas of the building 
supported by this RPIE item 

Text 40 Note 1 

Assembly_Categ
ory 

DMLSS RPIE Hierarchy Text 60 Note 1, 9 

Barcode Unique barcode number 
assigned – no duplicates 

Text 20 Note 1, 9 

Capacity_Unit Capacity of the piece of RPIE 
(e.g. BTUs, Tons, KVA, etc.)  
Must be a valid capacity from 
the “DMLSS Capacity Unit” 
table 

Text 20 Note 1 

Capacity_Value The value of the capacity 
based on the “Capacity_Unit” 
associated 

Text 11 Note 1 

Catalog_No RPIE item catalog number by 
manufacturer 

Text 20 Note 1 

Equipment_Haza
rd 

Hazard associated with RPIE 
item.  Must be a valid hazard 
in the “DMLSS Hazard” table. 

Text 20 Note 1 

Facility_SubSyst
em 

DMLSS RPIE Hierarchy 
subsystem 

Text 60 Note 1, 9 

Facility_System DMLSS RPIE Hierarchy 
system 

Text 60 Note 1, 9 

Index_Number Unique identifier assigned by 
the medical treatment facility 
(MTF) – no duplicates 

Text 25 Note 1, 9 

Installation_Date Date of installation Date DD/MM/YYYY Note 1 

Life_Expectancy Expected operational life (in 
years) of the RPIE item 

Integer  Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Manufacturer RPIE item manufacturer Text 40 Note 1 

Model RPIE model number Text 20 Note 1 

Nomenclature Generic name used for 
managed equipment in the 
DMLSS RPIE Hierarchy 

Text 40 Note 1, 9 

PM_Parent Preventive maintenance 
schedule required on this item, 
but must be done with 
maintenance or a parent item 

Text 1 Note 1 

PM_Related If “PM-Parent” is Yes, then list 
the parent RPIE item’s 
“Index_No” here 

Text 25 Note 1 

PM_Sched Preventive maintenance 
schedule required Y – yes, or 
N – No 

Text 1 Note 1 

QA_Method R – random, A – automatic;  
associated with government 
maintenance over life of RPIE 
item (Quality Assurance) 

Text 1 Note 1, 9 

QC_Method R – random, A – automatic;  
associated with government 
maintenance over life of RPIE 
item (Quality Control) 

Text 1 Note 1, 9 

Risk_Assignmen
t 

Risk value assigned to the 
piece of equipment relating to 
the criticality of the that 
specific piece of RPIE.  Must 
be a valid DMLSS Risk 
Assignment value. 

Text 25 Note 1, 9 

Serial_No RPIE serial number Text 20 Note 1 

Specification_Un
it 

Unit of measure for the RPIE 
item.  (e.g. amperes, voltage, 
hertz, etc.) 

Text 20 Note 1 

Specification_Va
lue 

The value of the specification 
based on the 
“Specification_Unit” associated 

Text 11 Note 1 



PIP #0001 2011 
 

pg. 30 
 

Parameter Name Description Type Characters Responsible 
Authority 

Total Items 29     

Warranty_Labor
_Expiration 

Date on which the terms of the 
warranty for labor end 

Date DD/MM/YYYY Note 1 

Warranty_Parts_
Expiration 

Date on which the terms of the 
warranty for parts end 

Date DD/MM/YYYY Note 1 

Warranty_Start Date the warranty starts for the 
RPIE item 

Date DD/MM/YYYY Note 1 

Warranty_Vendo
r 

Vendor organization that holds 
the warranty responsibility 

Text 40 Note 1 

Total Items 30     
 

Table 20-5 
Parameter Name Description Type Characters Responsible 

Authority 

Room    Note 8 
Total Items 1     

 
 
20-2.5.6 Minimum Medical Equipment & Furniture Parameters.  The project medical 
equipment objects shall have the following parameters available with associated data updated 
as the design is developed and items are purchased and installed.  Table 20-6 represents the 
minimum parameters that shall be kept in the model.  Table 20-7 parameters shall be kept 
either in the model itself as parameters of the medical equipment and furniture, or as an active 
link external to BIM with written approval of PPMD prior to acceptance of the BIM Execution 
Plan noted in section 20-2.3.  The contractor shall maintain an exportable table from the BIM 
that provides the parameters listed in Table 20-6, Table 20-7, and Table 20-8. 
 

Table 20-6 
Parameter Name Description Type Characters Responsible 

Authority 

Cost Current estimated or actual 
cost of the item 

Numeric 0.00 Note 1 

Currency Currency used on project Text 25 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Currency_Rate Currency rate to USD for 
project 

Number 0.00 Note 1 

JSN Joint Service Number Text 5 Note 1, 3 

Logistics_Categ
ory 

Actual logistics category used 
for this item in the project 

Text 1 Note 1 

Project_Equipm
ent_ID 

Project room contents ID   Integer  Note 1, 3 

Project_Room_I
D 

Link in the SEPS data set to 
the unique room ID 

Integer  Note 1, 3 

QTY Quantity, typically = 1 Numeric 0.00 Note 1 

Total Items 8     

 

Table 20-7 
Parameter Name Description Type Characters Responsible 

Authority 

Amps1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Amps2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Army_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

BTUPerHour As defined in the MIL-STD 
1691 

Text 6 Note 1 

Date_Appr As defined in the MIL-STD 
1691 

DATETIM
E 

0.00 Note 1 

Depth_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Depth_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Desc As defined in the MIL-STD 
1691 

Text 3000 Note 1 

FS_Army As defined in the MIL-STD 
1691 

Text 1 Note 1 

FS_Navy As defined in the MIL-STD 
1691 

Text 1 Note 1 

FS_USAF As defined in the MIL-STD 
1691 

Text 1 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

FS_VA As defined in the MIL-STD 
1691 

Text 1 Note 1 

Height_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Height_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Hertz As defined in the MIL-STD 
1691 

Text 5 Note 1 

Hertz_dep As defined in the MIL-STD 
1691 

Text 1 Note 1 

Hertz_swit As defined in the MIL-STD 
1691 

Text 1 Note 1 

JSN_Name As defined in the MIL-STD 
1691 

Text 50 Note 1 

Mean_Price As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Navy_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

NSN As defined in the MIL-STD 
1691 

Text 13 Note 1 

Phase1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Phase2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Price_Date As defined in the MIL-STD 
1691 

DATETIM
E 

0.00 Note 1 

Project_JSN_Co
mment 

 Text 100 Note 1 

Unit_Issue As defined in the MIL-STD 
1691 

Text 2 Note 1 

USAF_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_1 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_2 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_3 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_4 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_5 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_6 As defined in the MIL-STD 
1691 

Text 1 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

VA_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

Volts1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Volts2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Watts1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Watts2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Weight_AV As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Weight_MET As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Width_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Width_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Total Items 42     
 
 

Table 20-8 
Parameter Name Description Type Characters Responsible 

Authority 

PN Project Number Text 25 Note 1, 5 

PName Project name Text 100 Note 1, 5 

Room Room number in which the 
equipment is located 

Text   

TotalCostPerIte
m 

Quantity x Cost Numeric 0.00 Note 1 

Total Items 4     

 
20-2.5.7 Model Content.  The Contractor’s Model shall include, at a minimum, the 
requirements of section 20-4. 
   
20-2.5.8 Model Granularity.  Models may vary in level of detail for individual elements 
within a model, but at a minimum must include all features that would be included on a quarter 
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inch (1/4” = 1’0”) scaled drawing (e.g. at least 1/16th, 1/8th and 1/4th), or appropriately scaled civil 
drawings.   
 
20-2.5.9 Output.  Each submittal under section 20-3 shall include a list of Construction 
Documents (e.g., drawings, elevations, design sections and schedules, details) that shall be 
produced from the submitted Model and Facility Data and updated as necessary. 

 
20-2.6 Quality Control.   
 
20-2.6.1 Implement quality control (QC) parameters for the Model, including:  

 
20-2.6.1.1 Standards Checks.  QC checking performed to ensure that the fonts, dimensions, 
line styles, levels and other contract document formatting issues are followed per the AEC 
National CADD Standard (http://www.buildingsmartalliance.org/index.php/ncs/).  
 
20-2.6.1.2 Model Integrity Checks.  QC validation used to ensure that the Project Facility 
Data set has no undefined, incorrectly defined or duplicated elements.  Report non-compliant 
elements and corrective action plan to correct non-compliant elements.  Provide the government 
with detailed justification and request government approval for any non-compliant element 
which the contractor proposes to be allowed to remain in the Model. 
 
20-2.6.1.3 Other Parameters.  Develop such other QC parameters as Contractor deems 
appropriate for the Project and provide to the Government for concurrence.   

 
20-2.7 Design and Construction Reviews.   
 
20-2.7.1 Perform design and construction reviews at each submittal stage under 
section 20-3 to test the Model, including:   
 
20-2.7.1.1 Visual Checks.  Check to ensure the design intent has been followed and that 
there are no unintended elements in the Model. 
 
20-2.7.1.2 Interference Management Checks.  Locate conflicting spatial data in the Model 
where two elements are occupying the same space.  Log hard interferences (e.g., mechanical 
vs. structural or mechanical vs. mechanical overlaps in the same location) and soft interferences 
(e.g. conflicts regarding equipment clearance, service access, fireproofing, insulation) in a 
written report and resolve. 
 
20-2.7.1.3 IFC Coordination View.  Provide an IFC Coordination View in IFC Express format 
for all deliverables. Provide exported property set data for all IFC supported named building 
elements. 
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20-2.7.1.4 Program for Design (PFD) Validation Check.  Provide report of comparison of 
contracted PFD to actual design PFD.  The comparison shall either be done within the model 
platform itself or an external project review program approved by the Government.  Actual NSF 
for the design shall be automatically generated within the model and not manually entered.  The 
PFD validation check shall have a minimum of the following data points listed:  PFD Room 
Code, Design Room Number, Department, Sub Department, Space Type, Room Name, PFD 
Target NSF, Design Actual NSF, Calculated Delta between Target and Actual NSF for room, 
calculated exceeds critical delta (yes or no), and SEPS Project Room ID.  The project team 
shall establish a target “critical” delta or allowable variance for rooms at the beginning of the 
project (e.g. 2%).  The PFD validation report will indicate rooms that fall outside of these 
established criteria. 

 
20-2.7.1.5 Project Room Contents (PRC) Validation Check (Equipment Program Validation).  
Provide report of comparison of approved PRC list by room to actual design PRC.  The 
comparison shall either be done within the model platform itself or an external project review 
program approved by the Government.  The report shall provide a list of rooms where the 
design PRC does not match the approved PRC and the specific items that do not match.  The 
non-matching items list shall include at a minimum the PRC equipment item approved and 
expected, and the designed PRC item not matching. 

 
20-2.7.1.6 Gross Area Tabulation Calculation.  The contractor shall calculate the 
departmental gross square feet / meters (GSF / GSM) and the building GSF / GSM using the 
model’s automatic calculation attributes in accordance with this UFC’s gross square footage 
calculation guidance.   

 
20-2.7.1.6.1 Departmental Gross Area Tabulation report shall as a minimum identify the total 
departmental gross area factor. 
 
20-2.7.1.6.2 Total building Gross Area Tabulation report shall as a minimum identify total 
mechanical gross, circulation gross, electrical gross and overall building gross area factor. 
 
20-2.7.1.7 Other Parameters.  Develop such other Review parameters as the Contractor 
deems appropriate for the Project and provide to the Government for concurrence. 
 
20-3 DESIGN STAGE SUBMITTAL REQUIREMENTS 
 
20-3.1 Submittal Requirements.   Provide submittals in compliance with BIM Execution 
Plan deliverables at stages as described hereinafter. 
 
20-3.1.1 Provide a Contractor-certified written report with each design submittal, 
confirming that consistency checks as identified in section 20-2.6 and 20-2.7 have been 
completed for the design submittal.  This report shall be discussed as part of the design review 
conference and shall address cross-discipline interferences, if any.    
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20-3.1.2 At each Stage in section 20-3.2 through 20-3.5, provide the Government with: 
 
20-3.1.2.1 The Model, Facility Data, Workspace and CAD Data files in native BIM/CAD. 
  
20-3.1.2.2 A 3-D interactive review format of the Model in Bentley Navigator, Navisworks, 
Adobe 3D PDF 9.0 (or later), Google Earth KMZ or other format per Execution Plan 
requirements.  The file format for reviews can change between submittals. 
 
20-3.2 Interim Design Submittals.   
 
20-3.2.1 BIM and CAD Data.  The Model shall include architectural, interior design, 
structural, mechanical, electrical, plumbing and fire protection systems and Facility Data, as 
applicable to the Interim Design package(s). 
 
20-3.2.1.1 The BIM Execution Plan shall include details of the interim design submittals and 
expected level of detail for each coordinated design element/system. 
 
20-3.2.1.2 Each interim design submittal model shall include the parameters noted in 
sections 20-2.5.3 through 20-2.5.6 regardless of availability of the actual data.  Parameters shall 
have data entered in accordance with the BIM Execution Plan.  SEPS BIM Export Room data 
must be loaded no later than the first design submittal indicating individual rooms. 
  
20-3.3 Final Design Submissions and Design Complete Submittals.   
 
20-3.3.1 BIM and CAD Data.  The Model shall include all design elements identified in 
section 20-4, unless otherwise agreed by the Government.   

 
20-3.3.1.1 Agents shall coordinate approval from PPMD prior to granting any exceptions or 
exclusions.   
 
20-3.3.1.2 Secure Government acceptance of the Model before proceeding with 
commencement of construction. 
 
20-3.4 Construction Submittals – Over-The-Shoulder Progress Reviews. 
   
20-3.4.1 Periodic quality control meetings or construction progress review meetings shall 
include quality control reviews on the implementation and use of the Model, including 
interference management and design change tracking information. 
 
20-3.5 Final As-Builts BIM and CAD Data.   
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20-3.5.1 Agents shall ensure contracts are coordinated to align responsibility with the 
chosen acquisition strategy.    The following minimums shall be applicable to either the designer 
or builder (construction contractor) for a given project. 
 
20-3.5.1.1 Submit the final Model, Facility, and CAD Data files reflecting as-built conditions 
for Government Approval prior to project closeout. 
 
20-3.5.1.2 As-builts Models shall contain updated and accurate parameter data at the time 
of submittal.  Parameters minimum data shall be as indicated in sections 20-2.5.3 through 20-
2.5.6. 
 
20-4 BIM MODEL MINIMUM REQUIREMENTS AND OUTPUT 
 
20-4.1 General Provisions.  The deliverable Model shall be developed to include the 
systems described below as they would be built and the processes of installing them, and to 
reflect final as-built conditions.  The deliverable model at the interim design stage and at the 
final design stage (“released for construction”) shall be developed to include as many of the 
systems described below as are necessary and appropriate at that design stage.   
 
20-4.2 Architectural/Interior Design.  The Architectural systems Model may vary in 
level of detail for individual elements, but at a minimum must include all features that would be 
included on a quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements 
include: 
 
20-4.2.1 Spaces.  The Model shall include spaces defining accurate net square footage 
and net volume, and holding data for the room finish schedule for including room names and 
numbers.  Minimum space requirement parameter data is listed in section 20-2. 
 
20-4.2.2 Walls and Curtain Walls.  Each wall shall be depicted to the exact height, length, 
width and ratings (thermal, acoustic, fire) to properly reflect wall types.  The Model shall include 
all walls, both interior and exterior, and the necessary intelligence to produce accurate plans, 
sections and elevations depicting these design elements.   
 
20-4.2.3 Doors, Windows and Louvers.  Doors, windows and louvers shall be depicted to 
represent their actual size, type and location.  Doors and windows shall be modeled with the 
necessary intelligence to produce accurate window and door schedules.  
 
20-4.2.4 Roof.  The Model shall include the roof configuration, drainage system, 
penetrations, specialties, and the necessary intelligence to produce accurate plans, building 
sections and generic wall sections where roof design elements are depicted. 
 
20-4.2.5 Floors.  The floor slab shall be developed in the structural Model and then 
referenced by the architectural Model for each floor of the Project building.   
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20-4.2.6 Ceilings.  All heights and other dimensions of ceilings, including soffits, ceiling 
materials,  or other special conditions shall be depicted in the Model with the necessary 
intelligence to produce accurate plans, building sections and generic wall sections where ceiling 
design elements are depicted. 
 
20-4.2.7 Vertical Circulation.  All continuous vertical components (i.e., non-structural 
shafts, architectural stairs, handrails and guardrails) shall be accurately depicted and shall 
include the necessary intelligence to produce accurate plans, elevations and sections in which 
such design elements are referenced.   
 
20-4.2.8 Architectural Specialties and Woodwork.  All architectural specialties (i.e., toilet 
room accessories, toilet partitions, grab bars, lockers, and display cases) and woodwork (i.e., 
cabinetry and counters) shall be accurately depicted with the necessary intelligence to produce 
accurate plans, elevations and sections in which such design elements are referenced. 
 
20-4.2.9 Signage.  The Model shall include all signage and the necessary intelligence to 
produce accurate plans and schedules.   
   
20-4.2.10 Schedules.  Provide door, window, hardware, sets using Builders Hardware 
Manufacturers Association (BHMA) designations, flooring, and wall finish, and signage 
schedules from the Model, indicating the type, materials and finishes used in the design.  
 
20-4.3 Furniture/Fixtures/Equipment.  3D representation of FFE elements is 
preferred.  For projects with an extensive systems furniture layout that may impact BIM system 
performance the Contractor will contact the Government for consideration of 2D representation.  
The FFE systems Model may vary in level of detail for individual elements throughout interim 
design submittals, however at a minimum must include all features that would be included on a 
quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include: 
 
20-4.3.1 Furniture.  The furniture systems Model may vary in level of detail for individual 
elements within a Model, but at a minimum must include all features that would be included on a 
quarter inch (1/4”=1’0”) scaled drawing, and shall include all relevant office equipment and 
furniture system layouts, with necessary intelligence to produce accurate plans, sections, 
perspectives and elevations necessary to completely depict furniture systems locations and 
sizes. 
  
20-4.3.1.1 System Coordination.  Furniture that makes use of electrical, data, plumbing or 
other features shall include the necessary intelligence to produce coordinated documents and 
data.  
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20-4.3.1.2 Fixtures and Equipment.  Fixtures and equipment shall be depicted to meet 
layout requirements with the necessary intelligence to produce accurate plans, elevations, 
sections and schedules depicting their configuration. 
 
20-4.3.1.3 Medical or laboratory Equipment provided in the PRC shall as a minimum be 
shown with accurate volumetric representations and loaded with appropriate MILSTD 1691 data 
set.  The graphical representation (minimum volumetric representation) and parametric data 
shall be updated as the plan develops accurately representing the current planning details. 
 
20-4.3.1.4 Schedules.  Provide furniture and equipment schedules from the model indicating 
the materials, finishes, mechanical, and electrical requirements. 
 
20-4.4 Structural.  The structural systems Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 
quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include: 
 
20-4.4.1 Foundations.  All necessary foundation and/or footing elements, with necessary 
intelligence to produce accurate plans and elevations. 
 
20-4.4.2 Floor Slabs.  Structural floor slabs shall be depicted, including all necessary 
recesses, curbs, pads, closure pours, and major penetrations accurately depicted. 
 
20-4.4.3 Structural Steel.  All steel columns, primary and secondary framing members, 
and steel bracing for the roof and floor systems (including decks), including all necessary 
intelligence to produce accurate structural steel framing plans and related building/wall sections. 
 
20-4.4.4 Cast-in-Place Concrete.  All walls, columns, and beams, including necessary 
intelligence to produce accurate plans and building/wall sections depicting cast-in-place 
concrete elements. 
 
20-4.4.5 Expansion/Contraction Joints.  Joints shall be accurately depicted. 
 
20-4.4.6 Stairs.  The structural Model shall include all necessary openings and framing 
members for stair systems, including necessary intelligence to produce accurate plans and 
building/wall sections depicting stair design elements. 
 
20-4.4.7 Shafts and Pits.  The structural Model shall include all necessary shafts, pits, and 
openings, including necessary intelligence to produce accurate plans and building/wall sections 
depicting these design elements. 
 
20-4.5 Mechanical.  The mechanical systems Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 
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quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than 1-1/2” NPS) field-routed 
piping is not required in the model.  Additional minimum Model requirements include:  
 
20-4.5.1 HVAC.  All necessary heating, ventilating, air-conditioning and specialty 
equipment, including air distribution ducts for supply, return, and ventilation and exhaust ducts, 
including control system, registers, diffusers, grills and hydronic baseboards with necessary 
intelligence to produce accurate plans, elevations, building/wall sections and schedules.   
 
20-4.5.1.1 Mechanical Piping.  All necessary piping and fixture layouts, and related 
equipment, including necessary intelligence to produce accurate plans, elevations, building/wall 
sections, and schedules.   
 
20-4.5.2 Plumbing.  All necessary plumbing piping and fixture layouts, floor and area 
drains, and related equipment, including necessary intelligence to produce accurate plans, 
elevations, building/wall sections, riser diagrams, and schedules.   
 
20-4.5.3 Equipment Clearances.  All HVAC and Plumbing equipment clearances shall be 
modeled for use in interference management and maintenance access requirements. 
 
20-4.5.4 Elevator Equipment.  The Model shall include the necessary equipment and 
control system, including necessary intelligence to produce accurate plans, sections and 
elevations depicting these design elements. 
 
20-4.6 Electrical/Telecommunications.  The electrical systems Model may vary in 
level of detail for individual elements, but at a minimum must include all features that would be 
included on a quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than 1-1/2”Ø) field-
routed conduit is not required in the model. Additional minimum Model requirements include: 
 
20-4.6.1 Interior Electrical Power and Lighting.  All necessary interior electrical 
components (i.e., lighting, receptacles, special and general purpose power receptacles, lighting 
fixtures, panelboards, cable trays and control systems), including necessary intelligence to 
produce accurate plans, details and schedules.  Lighting and power built into 
furniture/equipment shall be modeled. 
 
20-4.6.2 Special Electrical Systems.  All necessary special electrical components (i.e., 
security, Mass Notification, Public Address, nurse call and other special occupancies, and 
control systems), including necessary intelligence to produce accurate plans, details and 
schedules. 
 
20-4.6.3 Grounding Systems.    All necessary grounding components (i.e., lightning 
protection systems, static grounding systems, communications grounding systems, bonding), 
including necessary intelligence to produce accurate plans, details and schedules. 
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20-4.6.4 Communications.  All existing and new communications service controls and 
connections, both above ground and underground with necessary intelligence to produce 
accurate plans, details and schedules.  Cable tray routing shall be modeled without detail of 
cable contents.   
 
20-4.6.5 Exterior Building Lighting.  All necessary exterior lighting with necessary 
intelligence to produce accurate plans, elevations and schedules.  The exterior building lighting 
Model shall include all necessary lighting, relevant existing and proposed support utility lines 
and equipment required with necessary intelligence to produce accurate plans, details and 
schedules. 
 
20-4.6.6 Equipment Clearances.  The model shall incorporate and define all electrical and 
communications working spaces, clearances, and required access 
 
20-4.7 Fire Protection.  The fire protection system Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 
quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:  
 
20-4.7.1 Fire Protection System.  All relevant fire protection components (i.e., branch 
piping, sprinkler heads, fittings, drains, pumps, tanks, sensors, control panels) with necessary 
intelligence to produce accurate plans, elevations, building/wall sections, riser diagrams, and 
schedules.  All fire protection piping shall be modeled.   
 
20-4.7.2 Fire Alarms.  Fire alarm/mass notification devices and detection system shall be 
indicated with necessary intelligence to produce accurate plans depicting them.   
 
20-4.8 Civil.  The civil Model may vary in level of detail for individual elements, but at a 
minimum must include all features that would be included on a one inch (1”=100’) scaled 
drawing. Additional minimum Model requirements include: 
 
20-4.8.1 Terrain (DTM).  All relevant site conditions and proposed grading, including 
necessary intelligence to produce accurate Project site topographical plans and cross sections. 
 
20-4.8.2 Drainage.  All existing and new drainage piping, including upgrades thereto, 
including necessary intelligence to produce accurate plans and profiles for the Project site. 
 
20-4.8.3 Storm Water and Sanitary Sewers.  All existing and new sewer structures and 
piping, including upgrades thereto, on the Project site with necessary connections to mains or 
other distribution points as appropriate, including necessary intelligence to produce accurate 
plans and profiles for the Project site. 
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20-4.8.4 Utilities.  All necessary new utilities connections from the Project building(s) to 
the existing or newly-created utilities, and all existing above ground and underground utility 
conduits, including necessary intelligence to produce accurate plans and site-sections. 
 
20-4.8.5 Roads and Parking.  All necessary roadways and parking lots or parking 
structures, including necessary intelligence to produce accurate plans, profiles and cross-
sections.  
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20-5 Ownership and Rights in Data 
 
20-5.1 Ownership.  The Government has ownership of and rights at the date of 
Closeout Submittal to all CAD files, BIM Model, and Facility Data developed for the Project in 
accordance with FAR Part 27.  The Government may make use of this data following any 
deliverable, including interim or final submittals. 
 
20-6 Contractor Electives 
 
20-6.1 Applicable Criteria.  If the Contractor elected to include one or more of the 
following features as an elective in its accepted contract proposal for additional credit during the 
source selection, as described in the proposal submission requirements and evaluation criteria, 
the following criteria are requirements, as applicable to those elective feature(s). 
 
20-6.2 COBIE Compliance.  The Model and Facility Data for the Project shall fulfill 
Construction Operations Building Information Exchange (COBIE) requirements, including all 
requirements for the indexing and submission of Portable Document Format (PDF) and other 
appropriate file formats that would otherwise be printed and submitted in compliance with 
Project operations and maintenance handover requirements. 

 
20-6.2.1 While the full use of COBIE is an elective, the minimum data elements noted in 
this chapter shall be provided with each submittal to the maximum extent that it is developed for 
the given level of detail. 
 
20-6.3 Electronic Exchange.  The National Building Information Model Standard 
(NBIMS) COBIE format shall be used for electronic exchange on this Project.  Compile a COBIE 
index on the Microsoft Excel spreadsheet provided by NBIMS at www.nbims.org.  Unless 
otherwise noted, also provide information identified in the COBIE Pilot Implementation Standard 
worksheets. 
 
20-6.4 Project Scheduling using the Model.  In the Plan and during the Preliminary 
Plan Review, provide an overview of the use of BIM in the development and support of the 
project construction schedule.  
 
20-6.4.1 Submittal Requirements.  During the Submittal stages, the Contractor shall 
deliver the construction schedule with information derived from the Model. 
 
20-6.4.1.1 Construction Submittals – Over-The-Shoulder Progress Reviews.  Periodic 
quality control meetings or construction progress review meetings shall include quality control 
reviews on the implementation and use of the Model for project scheduling.   
 

Comment [RM2]: Once DMLSS-FM maps to 
COBIE this will move to minimum requirements. 
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20-6.5 Cost Estimating.  In the Plan and during the Preliminary Plan Review, provide 
an overview of the use of BIM in the development and support of cost estimating requirements, 
or other applications such as cost analysis and estimate validation.  
 
20-6.5.1 Submittal Requirements.  During the Submittal stages, the Contractor shall 
deliver cost estimating information derived from the Model. 
 
20-6.5.2 Project completion.  At project completion, the Contractor shall provide an MII 
(Micro Computer Aided Cost Estimating System Generation II) Cost Estimate which follows the 
USACE Cost Engineering Military Work Breakdown System (WBS), a modified uniformat, to at 
least the sub-systems level and uses quantity information supplied directly from BIM output to 
the maximum extent possible, though other "Gap" quantity information will be included as 
necessary for a complete and accurate cost estimate.   
 
20-6.5.2.1 Sub system level extracted quantities from the BIM for use within the estimate 
shall be provided according to how detailed line items or tasks should be installed/built so that 
accurate costs can be developed and/or reflected. Therefore, when developing a BIM, the 
designer shall be cognizant of what tasks need to be separated appropriately at the beginning 
stages of model development, such as tasks done on the first floor versus the same task on 
higher floors that will be more labor intensive and therefore need to have a separate quantity 
and be priced differently.  Tasks and their extracted quantities from the BIM shall be broken 
done by their location (proximity in the structure) as well as the complexity of its installation.   
 
20-6.5.2.2 At all design stages it shall be understood that BIM output as described in this 
document will not generate all quantities that are necessary in order to develop a complete and 
accurate cost estimate of the project based on the design.  An example of this would be 
plumbing that is less than 1.5" diameter and therefore not expected to be modeled due to 
granularity; this information is commonly referred to as The Gap.  Quantities from The Gap and 
their associated costs shall be included in the final project actual cost estimates as well. 
 
 

End of proposed language. 
 

Note:  copies of the proposed language documents are also provided as attachments in the 
Acrobat file of this document.  
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Acronyms List 
The following is a list of acronyms relevant to this PIP. 

Acronym Represents 

AFCEE Air Force Center for Engineering and the Environment 
BHMA Builders Hardware Manufacturers Association 

(http://www.buildershardware.com/)  
BIM Building Information Model 

Building Information Modeling 
BOD Beneficial Occupancy Date 
BUMED Bureau of Medicine (Navy) 
CAFM Computer Aided Facility Management 
cdays Calendar Days 
CIDM Capital Investment Decision Model 
CIP Capital Investment Proposal 
CMMS Computerized Maintenance Management System 
CO2 Carbon Dioxide 
CSI Construction Specifications Institute 
DMLSS Defense Medical Logistics Standard Support 
DMLSS-ET&M DMLSS – Equipment Technology and Management 
DMLSS-FM Defense Medical Logistics Standard Support – Facility Management 
DN Diameter Nominal (metric equivalent of NPS) 
DoD Department of Defense 
DTM Digital Terrain Model 
FLCM Facility Life Cycle Management 
FM Facility Management 

Facility Manager 
HFD Health Facility Division 
HFPA US Army Health Facility Planning Agency 
IFC Industry Foundation Class 
IFD International Framework for Dictionaries – Open Source 

(http://dev.ifd-library.org/)  
LCC Life Cycle Cost 
LCCA Life Cycle Cost Analysis 

http://www.buildershardware.com/�
http://dev.ifd-library.org/�


PIP #0001 2011 
 

pg. 46 
 

Acronym Represents 

MEP Mechanical, Electrical and Plumbing 
MHS Military Health System 
MILSTD Military Standard 
NAVFAC Naval Facilities Engineering Command 
NPS Nominal Pipe Size 
OmniClass OmniClass Construction Classification System – Open Source 

(http://www.omniclass.org/)  
OSD-HA Office of the Secretary of Defense for Health Affairs 
PIP Process Improvement Proposal 
PPMD Portfolio Planning and Management Division 
ROI Return On Investment 
RPIE Real Property Installed Equipment 
SEPS Space and Equipment Planning System 
SOW Scope of Work 

Statement of Work 
SRM Sustainment Restoration and Modernization 
SROI Sustainable Return on Investment 
TMA Tricare Management Activity 
USACE United States Army Corps of Engineers 
USAMEDCOM United States Army Medical Command 
Acronym Represents 

AFCEE Air Force Center for Engineering and the Environment 
BHMA Builders Hardware Manufacturers Association 

(http://www.buildershardware.com/)  
BIM Building Information Model 

Building Information Modeling 
BOD Beneficial Occupancy Date 
BUMED Bureau of Medicine (Navy) 
CAFM Computer Aided Facility Management 
cdays Calendar Days 
CIDM Capital Investment Decision Model 

http://www.omniclass.org/�
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Acronym Represents 

CIP Capital Investment Proposal 
CMMS Computerized Maintenance Management System 
CO2 Carbon Dioxide 
CSI Construction Specifications Institute 
DMLSS Defense Medical Logistics Standard Support 
DMLSS-ET&M DMLSS – Equipment Technology and Management 
DMLSS-FM Defense Medical Logistics Standard Support – Facility Management 
DoD Department of Defense 
FLCM Facility Life Cycle Management 
FM Facility Management 

Facility Manager 
HFD Health Facility Division 
HFPA US Army Health Facility Planning Agency 
IFC Industry Foundation Class 
IFD International Framework for Dictionaries – Open Source 

(http://dev.ifd-library.org/)  
LCC Life Cycle Cost 
LCCA Life Cycle Cost Analysis 
MEP Mechanical, Electrical and Plumbing 
MHS Military Health System 
MILSTD Military Standard 
NAVFAC Naval Facilities Engineering Command 
OmniClass OmniClass Construction Classification System – Open Source 

(http://www.omniclass.org/)  
OSD-HA Office of the Secretary of Defense for Health Affairs 
PIP Process Improvement Proposal 
PPMD Portfolio Planning and Management Division 
ROI Return On Investment 
RPIE Real Property Installed Equipment 
SEPS Space and Equipment Planning System 
SOW Scope of Work 
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Acronym Represents 

Statement of Work 
SRM Sustainment Restoration and Modernization 
SROI Sustainable Return on Investment 
TMA Tricare Management Activity 
USACE United States Army Corps of Engineers 
USAMEDCOM United States Army Medical Command 
 

History 
The following represents significant history relating to the development and implementation of 
this process improvement proposal. 

Date 
yyyy.mm.dd 

Description 

2010.10.13 Reviewed objectives with PPMD, agents and services.  Formal 
MHS BIM workgroup established. 

2010.11.15 Reviewed PIP with PPMD, agents and services. 

2010.11.22 Updated room and project minimum parameters and definitions 
updated with new SEPS info. 

2010.11.29 Final draft with UFC formatting updates sent to agents and 
services. 

2010.12.13 Final draft review meeting with BIM Working Group. 

2011.01.10 Final draft review meeting with BIM Working Group. 

2011.01.18 MHS BIM Objectives Overview Lunch & Learn 

20102011.1201.xx Final draft given to HFSC Workgroup #1 for progress status 
update. 

2011.02.xx BIM PIP v5 provided to ADC 

2011.02.xx BIM PIP v5 with shorten one page BIM requirement give to ADC 

2011.02.xx ADC provided revisions to single page BIM requirement. 

2011.04.08 BIM PIP v7 – noting changes to date. 

2011.04.11 BIM PIP v7, ADC edits to Chapter 20, and DoD MHS Minimum 
BIM requirements provided to BIM Working Group at meeting 
review. 

 

Formatted Table

Formatted Table

Formatted Table



UFC 4-510-01 
18 February 2009 

Change 3 - 19 November 2009 
 

1 

Chapter 20 Building Information Modeling (BIM) Requirements. 
 
20-1 BIM is an enabling tool for facilities projects within the Military Health System 
(MHS) to more effectively achieve current requirements described throughout this 
UFCdocument 4-510-01 and assist the MHS in achieving fundamental Facility Life Cycle 
Management (FLCM) requirements in the supporting the delivery of health, dental, veterinary 
and research operations.  The purpose of minimum BIM requirements for all projects in the 
MHS is to: 

• Coordination:  Effectively support the coordination of physical elements of the 
buildings and ensure system coordination through interference or clash detection. 
• Validation:  Providing automated, accurate and real real-time validation of critical 
program requirements as the project develops from planning and programming, 
through design and construction into operations. 
• FLCM Interoperability & Data Integration:  Provide a means for the variousall 
team members involved in the process of planning and programming, executing 
(design and construction,) and operating health, dental and medical related facilities 
to effectively exchange and share information critical to overall success of FLCM 
across multiple applications . 
• Learning Organization (Planning Feedback):  Create effective feedback 
processes that actively inform the planning and programming criteria for future 
projects. 
• Energy Efficiency:  Support effective energy analysis and planning to maximize 
the sustainability of the facilities supporting the MHS mission. 

  
20-1.1 To ensure these objectives are uniformly achieved all projects are required to 
implement minimum BIM standards established for projects funded, or to be operated and 
maintained under Defense Health Program (DHP) funds.  All projects, CONUS or OCONUS, 
shall use and execute the minimum MHS BIM requirements provided by HA/PPMD <<PPMD 
weblink>>.  Design and Construction Agents shall ensure the appropriate contract language is 
included in all applicable contracts regardless of acquisition strategy (delivery, procurement, or 
contracting methods) employed and payment schedules are contractually linked to the 
successful delivery of an approved BIM Project Execution Plan. 
 

Comment [KNZ1]: In the beginning of UFC, 
should explain that “document” refers to THIS UFC. 

Comment [KNZ2]: Replace with actual web link. 
This group requests to review proposed web 
contents. 
 
Question of whether it is appropriate to link, or 
whether it should be included within the UFC. Mr. 
Haddix suggests it is appropriate, but agrees that this 
group should have the opportunity to review the site 
contents. 



 

MHS Facility Life Cycle 
Management (FLCM) 
Building Information 
Modeling (BIM) Minimum 
Requirements  
 

  

Building World Class Healthcare 
 

http://www.tricare.mil/ocfo/ppmd/index.cfm      

     

   This document 
represents the details 
of the minimum BIM 
requirements for the 
DoD’s MHS facilities 
projects as noted in 
the UFC 4-510-01.  
Additional BIM 
requirements should 
be incorporated on 
projects where 
appropriate in support 
of definitive objectives. 
 
The primary function of 
this document is to 
ensure coordinate BIM 
standards for the MHS 
with a FLCM 
perspective. 
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Minimum Building Information Modeling (BIM) Requirements 
The following information reflects the minimum BIM requirements referenced by the UFC 4-510-
01 Chapter 20. 
 
20-1 DEFINITIONS. 
 
20-1.1 Product.   An object-based representation of the physical and functional 
characteristics of a facility.  The Building Information Model (BIM) serves as a shared 
knowledge resource for information about the facility, forming a reliable basis for decisions 
during its lifecycle from inception forward.  The “Model” is defined as 3D graphics that includes 
Facility Data.    
 
20-1.2 Process.  A collection of defined model uses, workflows, and modeling methods 
used to achieve specific, repeatable, and reliable information results from the model.  Modeling 
methods affect the quality of the information generated from a model.  When and why the model 
is used and shared impacts the effective and efficient use of the BIM for desired project 
outcomes and decision support. 

 
20-1.3 Data Definition.  Supports the data standards and data requirements for BIM 
use.  Data continuity allows for the reliable exchange of information in a context where both 
sender and receiver understand the information.   “Facility Data” is defined as associated 
intelligent attribute data.  

 
20-2 BIM FORMAT & MINIMUM REQUIREMENTS.   

 
20-2.1 Multiple BIM platforms will generally be used across the design specialties and 
trades taking advantage of the strengths of the various platforms, therefore no specific BIM 
platform shall be mandated for military healthcare system projects without written consent from 
the Health Affairs (HA) / Portfolio Planning and Management Division (PPMD). BIM model will 
be submitted in the format proposed by the prime contractor in the bid proposal selected by the 
Government.  

 
20-2.1.1 IFC Coordination View.  The Contractor’s selected BIM application(s) and 
software(s) must be certified in the IFC (Industry Foundation Class) Coordination View (2x3 or 
better. See www.iai-na.org).    Submit any deviations from or additions to the IFC property sets 
for any new spaces, systems, and equipment for Government acceptance. 
 
20-2.2 Contractors will use the Model and Facility Data to produce accurate 
Construction Documents.  BIM associated submittals shall conform to the standards described 
in this chapter as a minimum.  Exceptions must be approved by HA/PPMD. 
  
20-2.3 BIM Project Execution Plan.  Prior to the Initial Design Conference and 
construction kickoff meeting, the contractor shall submit a BIM Project Execution Plan (“Plan” or 

Comment [RM1]: This is from the standard DVA 
BIM language.  DoD has no consistent definition of 
this, yet many people get confused about they use 
these terms relative to BIM.  It is important to have a 
clear understanding of these terms to eliminate 
confusion as we discuss and implement BIM.  It is 
important we have this in our text as we don’t have 
control over the DVA BIM standards to reference 
them and ensure future coordination/synchronization 
if the event DVA changes their language. 

Comment [RM2]: Critical to ensure all parties 
involved recognize that there are various BIM tools 
being used to execute our projects.  Some agent 
efforts in the past have wrongly tried to mandate a 
singular platform for no tangible or cost effective 
benefit to the MHS or DoD.  The purpose of this 
language is to ensure that various entities do not 
negatively impact the goals of the project itself based 
on ill-informed understanding of BIM. 

Comment [RM3]: Same as previous comment on 
multiple platform acknowledgement.  The 
specification of a platform needs to be for valid 
reasons that provides tangible results to the MHS 
and DoD. 

Comment [RM4]: NAVFAC comment that all 
PPMD approval reference should be removed is 
rejected.  There are many justified cases throughout 
the UFC that require PPMD approval for deviations.     
The agents serve a role in the overall FLCM, but 
they do not cover the entire FLCM and as such are 
not qualified to unilaterally deviate from FLCM 
focused requirements.  The places in this chapter 
where PPMD approval is required is in reference to 
critical elements impacting FLCM.  Deviation from 
the requirement could have significant impacts in 
other FLCM areas if not coordinated properly. 

Comment [RM5]: Need NAVFAC title for the 
first meeting.  This is the title used in the USACE 
standard language for the initial meeting. 
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“PxP”), documenting viability of the BIM design and analysis technologies selected for the 
Project Model (integrated with the AEC CAD Standard) from concept development through As-
Builts as a design, production, coordination, construction, and documentation tool and the 
collaborative process by which it shall be implemented.  The Government shall confirm 
acceptability of the Plan or advise as to additional processes or activities necessary to be 
incorporated into the Plan.   Plan shall include the minimums defined herein.  The plan shall be 
synchronized with the project acquisition strategy (delivery, contracting, and procurement 
methods) applied. 
 
20-2.3.1 DoD Design and Construction Agents shall ensure the BIM execution plan is in 
support of the MHS BIM objectives prior to approval of the BIM Execution Plan. 
 
20-2.3.2 The Plan shall describe uses of BIM during design and construction phases to 
include value management, interference management, and design-change tracking, or such 
other uses as the Contractor proposes.  Additionally the Plan shall describe the handoff of BIM 
data and model to the Military Health System (MHS) over the course of the project execution 
and turn over.  A USACE BIM Project Execution Plan (PxP) example and templates can be 
found on the USACE BIM Technology Center at 
https://cadbim.usace.army.mil/default.aspx?p=s&t=18&i=23.  
 
20-2.3.3 The Plan shall identify how the BIM data will be managed and interoperate (data 
storage, sharing, viewing, quality control parameters in section 20-2.6, and updating, as 
necessary) among all project team members.   
 
20-2.3.4 Within thirty (30) days after the acceptance of the Plan, conduct a demonstration 
at the Initial Design (and Construction, if separate contracts) Conference to review the Plan for  
clarification, and to verify the functionality of Model technology workflow and processes.  If 
modifications are required, the Contractor shall complete the modifications and resubmit the 
final Plan for Government acceptance.  There will be no payment for design or construction until 
the Plan is acceptable to the Government.  The Government may also withhold payment for 
design and construction for unacceptable performance in executing the Plan. 
 
20-2.4 Design Deliverables.  Develop all designs using Building Information Modeling 
(BIM) and Computer Aided Design (CAD) software.  Design submittal drawings shall be sized 
per contract requirements and suitable for A3 (11”x17”) legible scaled reproduction. 
 
20-2.4.1 Drawings.  The use of BIM does not negate the need for delivery of CAD files 
used for the creation of the Construction Documents Drawings.  Specification of a CAD file 
format for these drawings submitted shall not be used to limit which BIM application(s) or 
software(s) may be used for project development and execution. 
 

Comment [RM6]: Added to address various 
comments relating to this plan and allow for 
Acquisition Strategy specific differences rather than 
having seperate but duplicate language for multiple 
potential acquisition strategies that could be 
employed. 

Comment [RM7]: This is added to ensure that 
the agents are not making decisions on this without 
ensuring/coordinating with the customer (MHS) to 
meet the MHS BIM objectives.  I has happened in 
the past where the agent either HQ or local levels 
made unilateral decisions which fundamentally 
changed the outcome of the intent for the MHS and 
defeated the intended purpose. 

Comment [RM8]: Based on recommended 
changes from the BIM Center template authors to 
address some known ambiguity. 

Comment [RM9]: This was added for MHS 
specific projects.  It is the key focus of the use of 
BIM to enable FLCM principals being supported by 
this chapter. 

Comment [RM10]: This is the only existing 
DoD standard for this.  OSD, NAVFAC nor AFCEE 
have any established standard to reference on this.   

Comment [RM11]: Added to address a critical 
feature relating to the data synchronization absorbing 
the planning data, updating and sharing the data 
during design and construction and handoff to IO&T 
and operations. 

Comment [RM12]: Changed to reflect fact that 
this is stated elsewhere in the contract requirements 
and need not be specific size stated here.   

Comment [RM13]: Changed to reflect the fact 
that the electronic “half sizes” we print are generally 
on this size paper and reduce the confusion over 
what exactly we are seeking for smaller size set 
functionality. 

Comment [RM14]: Added to highlight a key 
point of confusion among the agents, services and 
PPMD about what the requirement of BIM will 
yield. 

Comment [RM15]: Added to address attempts 
by various agents to circumvent the fact that medical 
projects must BIM platform independent to ensure 
we get the best tools for the various tasks.  This was 
most often done under by the uninformed thinking 
they could only get the desired 2D CAD files from 
the same vendors BIM  application and therefore it 
all had to be done in that BIM application (this is 
false and causes a huge waste money for not tangible 
gains.) 
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20-2.5 BIM Requirements. 
l 
20-2.5.1 Facility Data.  Develop the Facility Data, consisting of a set of intelligent 
elements for the Model (e.g., doors, air handlers, electrical panels).  This Facility Data shall 
include all material definitions, qualities, and attributes that are necessary for the Project facility 
design, construction and in support of operations and maintenance.  Environmental 
sustainability analysis is encouraged. 
 
20-2.5.2 The required parameters for the BIM model project, room, area/zone, objects as 
discussed in 20-2.5.3 through 20-2.5.6.  The following Table note references apply. 

 
• Note 1 – To be determined in the BIM Execution Plan.  The designer will at a minimum 

create the parameter in the model. 
• Note 2 – Shall be automatically calculated by the BIM platform utilized. 
• Note 3 – Derived from the SEPS BIM Export Files 
• Note 4 – Designer  
• Note 5 – Mechanical, electrical, administrative, circulation, inpatient bed room, etc. 
• Note 6 – Shall be coordinated with the government to match intended signage. 
• Note 7 – Reference Table 20-1Table 20-1 for parameter details and data should be 

drawn from the respective parameters. 
• Note 8 – Reference Table 20-2Table 20-2 for parameter details and data should be 

drawn from the respective parameters. 
• Note 9 – Shall be coordinated with the government ensure correct naming/classification 

structure/label is utilized. 
• Characters:  0.00 represents a number to two decimal places; if the type is “text” the 

number entered represents the maximum number of text characters allowed. 
• Use established IFC parameters where relevant. 

 
 
20-2.5.3 Minimum Project Parameters.  The project model shall as a minimum have the 
project level parameters in accordance with Table 20-1Table 20-1. 
 
20-2.5.4 Minimum Room Parameters.  The project model shall have the room project 
level parameters in accordance with Table 20-2Table 20-2.  The data shall be entered for each 
parameter which is applicable to the given room.  The contractor shall maintain an exportable 
table from the BIM that provides the parameters listed in Table 20-2Table 20-2 and Table 20-
3Table 20-3. 
 
20-2.5.4.1 UFC 4-510-01 Appendix A Room Data to include:  architectural, mechanical, 
electrical, plumbing, lighting and acoustical design criteria requirements.  Exceptions to keep 
data external to the model, but linked via the “Project_Room_ID” must be approved by 
HA/PPMD. 
 

Comment [RM16]: Added to encourage, but not 
require the use of the tools to facilitate the discussion 
and implementation of sustainability decisions and 
mandates sooner in the project development. 
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20-2.5.5 Minimum Real Property Installed Equipment (RPIE) Parameters.  The project 
model shall have the RPIE object level parameters in accordance with Table 20-4Table 20-4.  
The data shall be entered for each parameter which is applicable to the given RPIE item.  The 
contractor shall maintain an exportable table from the BIM that provides the parameters listed in 
Table 20-3Table 20-3, Table 20-4Table 20-4, and Table 20-5Table 20-5.  
  
20-2.5.5.1 Exceptions to keep data external to the model, but linked via the 
“Project_Room_ID” and a globally unique identifier (GUID) for the individual piece of equipment 
must be approved by HA/PPMD. 
 
20-2.5.5.2 Data shall be exportable to COBie (version 2) for the MHS (COBIE-MHS).  All 
deliverables shall include a copy of the COBIE-MHS export for the RPIE. 
 
20-2.5.6 Minimum Medical Equipment & Furniture Parameters.  The project model 
shall as a minimum have the Project Room Content (PRC) object level parameters in 
accordance with Table 20-6Table 20-6.  The data shall be entered for each parameter which is 
applicable to the given PRC item.   The contractor shall maintain an exportable table from the 
BIM that provides the parameters listed in Table 20-6Table 20-6, Table 20-7Table 20-7, and 
Table 20-8Table 20-8.  Exceptions to keep data external to the model, but linked via the 
“Project_Equipment_ID” must be approved by HA/PPMD. 
 
20-2.5.6.1 Data shall be exportable to COBie (version 2) for the MHS (COBIE-MHS).  All 
deliverables shall include a copy of the COBIE-MHS export for the medical equipment. 
 
20-2.5.7 Model Content.  The Contractor’s Model shall include, at a minimum, the 
requirements of section 20-420-4. 
   
20-2.5.8 Model Granularity.  Models may vary in level of detail for individual elements 
within a model, but at a minimum must include all features that would be included on a 1:48 or 
quarter inch (1/4” = 1’0”) scaled drawing (e.g. at least 1/16th, 1/8th and 1/4th), or appropriately 
scaled civil drawings.   
 
20-2.5.9 Output.  Submitted CAD drawings (e.g. plans, elevations, sections, schedules, 
details, etc.) shall be derived (commonly known as extractions, views or sheets) and maintained 
from the submitted Model and Facility Data. 

 
20-2.6 Quality Control.   
 
20-2.6.1 Implement quality control (QC) parameters for the Model, including:  

 
20-2.6.1.1 CAD Standards Checks.  QC checking performed to ensure that the fonts, 
dimensions, line styles, levels and other contract document formatting issues are followed per 
the AEC National CADD Standard (http://www.buildingsmartalliance.org/index.php/ncs/).   
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Alternative standards may be applied OCONUS if specified in the SOFA or as required by Host 
Nation standards with Government approval.  Agents shall coordinate with HA/PPMD prior to 
contract award if alternatives to the AEC National CADD Standard are being proposed to 
ensure the Military Health System (MHS) data management processes are fully supported by 
the contract deliverables. 
 
20-2.6.1.2 Model Standards Checks.  QC validation used to ensure that the Project Facility 
Data set has no undefined, incorrectly defined or duplicated elements.  Report non-compliant 
elements and corrective action plan to correct non-compliant elements.  Provide the government 
with detailed justification and request government approval for any non-compliant element 
which the contractor proposes to be allowed to remain in the Model. 
 
20-2.6.1.3 Other Parameters.  Develop such other QC parameters as Contractor deems 
appropriate for the Project and provide to the Government for concurrence.   

 
20-2.7 Design and Construction Reviews.   
 
20-2.7.1 Perform design and construction reviews at each submittal stage under 
section 20-320-3 to test the Model, including:   
 
20-2.7.1.1 Visual Checks.  Check to ensure the design intent has been followed and that 
there are no unintended elements in the Model. 
 
20-2.7.1.2 Interference Management Checks.  Locate conflicting spatial data in the Model 
where two elements are occupying the same space.  Log hard interferences (e.g., mechanical 
vs. structural or mechanical vs. mechanical overlaps in the same location) and soft interferences 
(e.g. conflicts regarding equipment clearance, service access, fireproofing, insulation) in a 
written report and resolve. 
 
20-2.7.1.3 IFC Coordination View.  Provide an IFC Coordination View in IFC Express format 
for all deliverables. Provide exported property set data for all IFC supported named building 
elements. 
 
20-2.7.1.4 Program for Design (PFD) Validation Check.  Provide report of comparison of 
contracted PFD to actual design PFD.  The comparison shall either be done within the model 
platform itself or an external project review program approved by the Government.  Actual NSF 
for the design shall be automatically generated within the model and not manually entered.  The 
PFD validation check shall have a minimum of the following data points listed:  PFD Room 
Code, Design Room Number, Department, Sub Department, Space Type, Room Name, PFD 
Target NSF, Design Actual NSF, Calculated Delta between Target and Actual NSF for room, 
calculated exceeds critical delta (yes or no), and SEPS “Project_Room_ID”.  The project team 
shall establish a target “critical” delta or allowable variance for rooms at the beginning of the 

Comment [RM21]: NAVFAC comment relating 
to “government approval” by whom.  This language 
is consistent with other references in the UFC that 
indicate it requires government approval but the 
government needs to coordinate internally to get a 
decision. 

Comment [RM22]: Added to ensure the agents 
are not making unilateral decisions that negatively 
impact the MHS FLCM.  This often happens are 
sites or locations where the agent reps are 
inexperienced in MHS work. 

Comment [RM23]: Add to address concerns 
expressed by EUD and Korea relative to known 
OCONUS issues relating to alternative standards that 
are allowable due to international agreements and 
trump the UFC. 
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project (e.g. 2%).  The PFD validation report will indicate rooms that fall outside of these 
established criteria. 

 
20-2.7.1.5 Project Room Contents (PRC) Validation Check.  Provide report of comparison of 
approved PRC list by room to actual design PRC.  The comparison shall either be done within 
the model platform itself or an external project review program approved by the Government.  
The report shall provide a list of rooms where the design PRC does not match the approved 
PRC and the specific items that do not match.  The non-matching items list shall include at a 
minimum the PRC equipment item approved and expected, and the designed PRC item not 
matching. 

 
20-2.7.1.6 Gross Area Tabulation Calculation.  The contractor shall calculate the 
departmental gross square feet / meters (GSF / GSM) and the building GSF / GSM using the 
model’s automatic calculation attributes in accordance with this UFC’s gross square footage 
calculation guidance.   

 
20-2.7.1.6.1 Departmental Gross Area Tabulation report shall as a minimum identify the total 
departmental gross area factor. 
 
20-2.7.1.6.2 Total building Gross Area Tabulation report shall as a minimum identify total 
mechanical gross, circulation gross, electrical gross and overall building gross area factor. 
 
20-2.7.1.7 Other Parameters.  Develop such other Review parameters as the Contractor 
deems appropriate for the Project and provide to the Government for concurrence. 
 
20-3 SUBMITTAL REQUIREMENTS 
 
20-3.1 Submittal Requirements.   Provide submittals in compliance with BIM Execution 
Plan deliverables at stages as described hereinafter. 
 
20-3.1.1 At each stage in section 20-3.220-3.2 through 20-3.520-3.5 provide a Contractor-
certified written report with each design submittal, confirming that consistency checks as 
identified in section 20-2.620-2.6 and 20-2.720-2.7 have been completed for the design 
submittal.  This report shall be discussed as part of the design review conference and shall 
address cross-discipline interferences, if any.    
 
20-3.1.2 At each Stage in section 20-3.220-3.2 through 20-3.520-3.5, provide the 
Government with: 
 
20-3.1.2.1 The Model, Facility Data, Workspace and CAD Data files in native BIM/CAD. 
  

Comment [RM26]: Critical element to 
automating program validation checks conducted by 
various project team members through the projects 
development and coordinating data flow from 
planning through to operations. 
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20-3.1.2.2 A 3-D interactive review format of the Model in Bentley Navigator, Navisworks, 
Adobe 3D PDF 9.0 (or later), Google Earth KMZ or other format per Execution Plan 
requirements.  The file format for reviews can change between submittals. 
 
20-3.2 Interim Design Submittals.   
 
20-3.2.1 BIM and CAD Data.  The Model shall include the requirements identified in 
section 20-2.5, as applicable to the Interim Design package(s). 
 
20-3.2.1.1 The BIM Execution Plan shall include details of the interim design submittals and 
expected level of detail for each coordinated design element/system. 
 
20-3.2.1.2 Each interim design submittal model shall include the parameters noted in 
sections 20-2.5.3 through 20-2.5.6 regardless of availability of the actual data.  Parameters shall 
have data entered in accordance with the BIM Execution Plan.  SEPS BIM Export Room data 
must be loaded no later than the first design submittal indicating individual rooms. 
  
20-3.3 Final Design Submissions and Design Complete Submittals.   
 
20-3.3.1 BIM and CAD Data.  The Model shall include all design elements identified in 
section 20-420-4, unless otherwise agreed by the Government.   

 
20-3.3.1.1 Agents shall coordinate approval from HA/PPMD prior to granting any exceptions 
or exclusions.   
 
20-3.3.1.2 Secure Government acceptance of the Model before proceeding with 
commencement of construction. 
 
20-3.4 Submittals – Over-The-Shoulder Progress Reviews. 
   
20-3.4.1 Periodic quality control meetings or construction progress review meetings shall 
include quality control reviews on the implementation and use of the Model, including 
interference management and design change tracking information. 
 
20-3.5 Final As-Builts BIM and CAD Data.   
 
20-3.5.1 Agents shall ensure contracts are coordinated to align responsibility with the 
chosen acquisition strategy.    The following minimums shall be applicable to either the designer 
or builder (construction contractor) for a given project. 
 
20-3.5.1.1 Submit the final Model, Facility, and CAD Data files reflecting as-built conditions 
for Government Approval prior to project closeout. 
 

Comment [RM32]: Changed to current version 
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expectation for the MHS projects and ensure a 
common problem on LOD at various stages is 
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20-3.5.1.2 As-builts Models shall contain updated and accurate parameter data at the time 
of submittal.  Parameters minimum data shall be as indicated in sections 20-2.5.1 through 20-
2.5.6. 
 
20-4 BIM MODEL MINIMUM REQUIREMENTS AND OUTPUT 
 
20-4.1 General Provisions.  The deliverable Model shall be developed to include the 
systems described below as they would be built and the processes of installing them, and to 
reflect final as-built conditions.  The deliverable model at the interim design stage and at the 
final design stage (“released for construction”) shall be developed to include as many of the 
systems described below as are necessary and appropriate at that design stage.   
 
20-4.2 Architectural/Interior Design.  The Architectural systems Model may vary in 
level of detail for individual elements, but at a minimum must include all features that would be 
included on a 1:48  or quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model 
requirements include: 
 
20-4.2.1 Spaces.  The Model shall include spaces defining accurate net square footage 
and net volume, and holding data for the room finish schedule for including room names and 
numbers.  Include programmatic information provided by the Government or validated program 
to verify design space against programmed space using information to validate quantities.  
Minimum space requirement parameter data is listed in section 20-2. 
 
20-4.2.2 Walls and Curtain Walls.  Each wall shall be depicted to the exact height, length, 
width and ratings (thermal, acoustic, fire) to properly reflect wall types.  The Model shall include 
all walls, both interior and exterior, and the necessary intelligence to produce accurate plans, 
sections and elevations depicting these design elements.   
 
20-4.2.3 Doors, Windows and Louvers.  Doors, windows and louvers shall be depicted to 
represent their actual size, type and location.  Doors and windows shall be modeled with the 
necessary intelligence to produce accurate window and door schedules.  
 
20-4.2.4 Roof.  The Model shall include the roof configuration, drainage system, 
penetrations, specialties, and the necessary intelligence to produce accurate plans, building 
sections and generic wall sections where roof design elements are depicted. 
 
20-4.2.5 Floors.  The floor slab shall be developed in the structural Model and then 
referenced by the architectural Model for each floor of the Project building.   
 
20-4.2.6 Ceilings.  All heights and other dimensions of ceilings, including soffits, ceiling 
materials,  or other special conditions shall be depicted in the Model with the necessary 
intelligence to produce accurate plans, building sections and generic wall sections where ceiling 
design elements are depicted. 

Comment [RM39]: Ensures FLCM data 
exchange and synchronization 
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MHS data for FLCM. 
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20-4.2.7 Vertical Circulation.  All continuous vertical components (i.e., non-structural 
shafts, architectural stairs, handrails and guardrails) shall be accurately depicted and shall 
include the necessary intelligence to produce accurate plans, elevations and sections in which 
such design elements are referenced.   
 
20-4.2.8 Architectural Specialties and Woodwork.  All architectural specialties (i.e., toilet 
room accessories, toilet partitions, grab bars, lockers, and display cases) and woodwork (i.e., 
cabinetry and counters) shall be accurately depicted with the necessary intelligence to produce 
accurate plans, elevations and sections in which such design elements are referenced. 
 
20-4.2.9 Signage.  The Model shall include all signage and the necessary intelligence to 
produce accurate plans and schedules.   
   
20-4.2.10 Schedules.  Provide door, window, hardware, sets using Builders Hardware 
Manufacturers Association (BHMA) designations, flooring, and wall finish, and signage 
schedules from the Model, indicating the type, materials and finishes used in the design.  
 
20-4.3 Furniture/Fixtures/Equipment.  3D representation of FFE elements is 
preferred.  For projects with an extensive systems furniture layout that may impact BIM system 
performance the Contractor will contact the Government for consideration of 2D representation.  
The FFE systems Model may vary in level of detail for individual elements throughout interim 
design submittals, however at a minimum must include all features that would be included on a 
1:48 quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include: 
 
20-4.3.1 Furniture.  The furniture systems Model may vary in level of detail for individual 
elements within a Model, but at a minimum must include all features that would be included on a 
1:48 quarter inch (1/4”=1’0”) scaled drawing, and shall include all relevant office equipment and 
furniture system layouts, with necessary intelligence to produce accurate plans, sections, 
perspectives and elevations necessary to completely depict furniture systems locations and 
sizes. 
  
20-4.3.1.1 System Coordination.  Furniture that makes use of electrical, data, plumbing or 
other features shall include the necessary intelligence to produce coordinated documents and 
data.  
 
20-4.3.1.2 Fixtures and Equipment.  Fixtures and equipment shall be depicted to meet 
layout requirements with the necessary intelligence to produce accurate plans, elevations, 
sections and schedules depicting their configuration. 
 
20-4.3.1.3 Medical or laboratory Equipment provided in the PRC shall as a minimum be 
shown with accurate volumetric representations and loaded with appropriate MILSTD 1691 data 
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and consistent with UFC standards to spell out first 
use. 
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set.  The graphical representation (minimum volumetric representation) and parametric data 
shall be updated as the plan develops accurately representing the current planning details. 
 
20-4.3.1.4 Schedules.  Provide furniture and equipment schedules from the model indicating 
the materials, finishes, mechanical, and electrical requirements. 
 
20-4.4 Structural.  The structural systems Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 1:48 
or quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include: 
 
20-4.4.1 Foundations.  All necessary foundation and/or footing elements, with necessary 
intelligence to produce accurate plans and elevations. 
 
20-4.4.2 Floor Slabs.  Structural floor slabs shall be depicted, including all necessary 
recesses, curbs, pads, closure pours, and major penetrations accurately depicted. 
 
20-4.4.3 Structural Steel.  All steel columns, primary and secondary framing members, 
and steel bracing for the roof and floor systems (including decks), including all necessary 
intelligence to produce accurate structural steel framing plans and related building/wall sections. 
 
20-4.4.4 Cast-in-Place Concrete.  All walls, columns, and beams, including necessary 
intelligence to produce accurate plans and building/wall sections depicting cast-in-place 
concrete elements. 
 
20-4.4.5 Expansion/Contraction Joints.  Joints shall be accurately depicted. 
 
20-4.4.6 Stairs.  The structural Model shall include all necessary openings and framing 
members for stair systems, including necessary intelligence to produce accurate plans and 
building/wall sections depicting stair design elements. 
 
20-4.4.7 Shafts and Pits.  The structural Model shall include all necessary shafts, pits, and 
openings, including necessary intelligence to produce accurate plans and building/wall sections 
depicting these design elements. 
 
20-4.5 Mechanical.  The mechanical systems Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 1:48 
or quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than DN 40 or 1-1/2” NPS) 
field-routed piping is not required in the model.  Additional minimum Model requirements 
include:  
 
20-4.5.1 HVAC.  All necessary heating, ventilating, air-conditioning and specialty 
equipment, including air distribution ducts for supply, return, and ventilation and exhaust ducts, 

Comment [RM46]: Added to sync with MHS 
standards, practices, data and 1691. 
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including control system, registers, diffusers, grills and hydronic baseboards with necessary 
intelligence to produce accurate plans, elevations, building/wall sections and schedules.   
 
20-4.5.1.1 Mechanical Piping.  All necessary piping and fixture layouts, and related 
equipment, including necessary intelligence to produce accurate plans, elevations, building/wall 
sections, and schedules.   
 
20-4.5.2 Plumbing.  All necessary plumbing piping and fixture layouts, floor and area 
drains, and related equipment, including necessary intelligence to produce accurate plans, 
elevations, building/wall sections, riser diagrams, and schedules.   
 
20-4.5.3 Equipment Clearances.  All HVAC and Plumbing equipment clearances shall be 
modeled for use in interference management and maintenance access requirements. 
 
20-4.5.4 Elevator Equipment.  The Model shall include the necessary equipment and 
control system, including necessary intelligence to produce accurate plans, sections and 
elevations depicting these design elements. 
 
20-4.6 Electrical/Telecommunications.  The electrical systems Model may vary in 
level of detail for individual elements, but at a minimum must include all features that would be 
included on a 1:48 or quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than DN 40 
or 1-1/2”Ø) field-routed conduit is not required in the model. Additional minimum Model 
requirements include: 
 
20-4.6.1 Interior Electrical Power and Lighting.  All necessary interior electrical 
components (i.e., lighting, receptacles, special and general purpose power receptacles, lighting 
fixtures, panelboards, cable trays and control systems), including necessary intelligence to 
produce accurate plans, details and schedules.  Lighting and power built into 
furniture/equipment shall be modeled. 
 
20-4.6.2 Special Electrical Systems.  All necessary special electrical components (i.e., 
security, Mass Notification, Public Address, nurse call and other special occupancies, and 
control systems), including necessary intelligence to produce accurate plans, details and 
schedules. 
 
20-4.6.3 Grounding Systems.    All necessary grounding components (i.e., lightning 
protection systems, static grounding systems, communications grounding systems, bonding), 
including necessary intelligence to produce accurate plans, details and schedules. 
 
20-4.6.4 Communications.  All existing and new communications service controls and 
connections, both above ground and underground with necessary intelligence to produce 
accurate plans, details and schedules.  Cable tray routing shall be modeled without detail of 
cable contents.   
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20-4.6.5 Exterior Building Lighting.  All necessary exterior lighting with necessary 
intelligence to produce accurate plans, elevations and schedules.  The exterior building lighting 
Model shall include all necessary lighting, relevant existing and proposed support utility lines 
and equipment required with necessary intelligence to produce accurate plans, details and 
schedules. 
 
20-4.6.6 Equipment Clearances.  The model shall incorporate and define all electrical and 
communications working spaces, clearances, and required access. 
 
20-4.7 Fire Protection.  The fire protection system Model may vary in level of detail for 
individual elements, but at a minimum must include all features that would be included on a 1:48 
or quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:  
 
20-4.7.1 Fire Protection System.  All relevant fire protection components (i.e., branch 
piping, sprinkler heads, fittings, drains, pumps, tanks, sensors, control panels) with necessary 
intelligence to produce accurate plans, elevations, building/wall sections, riser diagrams, and 
schedules.  All fire protection piping shall be modeled.   
 
20-4.7.2 Fire Alarms.  Fire alarm/mass notification devices and detection system shall be 
indicated with necessary intelligence to produce accurate plans depicting them.   
 
20-4.8 Civil.  The civil Model may vary in level of detail for individual elements, but at a 
minimum must include all features that would be included on a 1:1200 or one inch (1”=100’) 
scaled drawing. Additional minimum Model requirements include: 
 
20-4.8.1 Terrain (DTM).  All relevant site conditions and proposed grading, including 
necessary intelligence to produce accurate Project site topographical plans and cross sections. 
 
20-4.8.2 Drainage.  All existing and new drainage piping, including upgrades thereto, 
including necessary intelligence to produce accurate plans and profiles for the Project site. 
 
20-4.8.3 Storm Water and Sanitary Sewers.  All existing and new sewer structures and 
piping, including upgrades thereto, on the Project site with necessary connections to mains or 
other distribution points as appropriate, including necessary intelligence to produce accurate 
plans and profiles for the Project site. 
 
20-4.8.4 Utilities.  All necessary new utilities connections from the Project building(s) to 
the existing or newly-created utilities, and all existing above ground and underground utility 
conduits, including necessary intelligence to produce accurate plans and site-sections. 
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20-4.8.5 Roads and Parking.  All necessary roadways and parking lots or parking 
structures, including necessary intelligence to produce accurate plans, profiles and cross-
sections.  
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20-5 Ownership and Rights in Data 
 
20-5.1 Ownership.  The Government has ownership of and rights at the date of 
Closeout Submittal to all CAD files, BIM Model, and Facility Data developed for the Project in 
accordance with FAR Part 27.  The Government may make use of this data following any 
deliverable, including interim or final submittals. 

 
20-5.2 Electronic submittals shall be on digitial media acceptable to the Government.  
The electronic submittals shall be organized and structured supportive of archival and retrieval.  
The electronic submittals shall have an “dash-board” type feature to assist viewers navigate 
through the digitial media and associated files.  Files not using names which readily identify their 
content, shall have appropriate meta data attached to include searchable short descriptions of 
the file’s content or relevance. 
 

  

Comment [RM47]: Added for clarity.  Seemed 
to some confusion on previous projects expressed. 

Comment [RM48]: Added per request from 
USACE MX (R. Grulich).  Intent is to ensure we get 
electronic data submittals that are navigable. 
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Appendix of Tables 
The following tables reflect data element requirements, naming convention to be used for the 
various data elements, format restrictions, responsibility and data element responsible authority. 
 

Table 20-1 
Parameter Name Description Type Characters Responsible 

Authority 

CD_Const_A Calendar days in contract for 
construction at award 

Integer  Note 1 

CD_Const_F Calendar days in contract for 
construction at completion  

Integer  Note 1 

CD_Design_A Calendar days in original 
design at award 

Integer  Note 4 

CD_Design_F 
 

Calendar days total for design 
at completion of design 

Integer  Note 4 

Const_Comp Date construction complete 
actual 

Date DD/MM/YYYY Note 1 

Const_ContOff Agent  and office responsible 
for design award (e.g. 
USACE – NAD) 

Text 50 Note 1 

Cost_Arch Construction Contract cost, 
architectural components for 
the project - actual 

Number 0.00 Note 1 

Cost_Control Construction Contract cost, 
controls components for the 
project - actual 

Number 0.00 Note 1 

Cost_Cx Construction Contract cost, 
commissioning (Cx) 
components for the project - 
actual 

Number 0.00 Note 1 

Cost_Elec Construction Contract cost, 
electrical components for the 
project - actual 

Number 0.00 Note 1 

Cost_IT Construction Contract cost, 
information technology 
components for the project - 
actual 

Number 0.00 Note 1 

Cost_LEED LEED premium cost for 
construction 

Number 0.00 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Cost_LOGCATA Total cost of LOGCAT A 
items included in the project 

Number 0.00 Note 1 

Cost_Mech Construction Contract cost, 
mechanical components for 
the project - actual 

Number 0.00 Note 1 

Cost_Plumb Construction Contract cost, 
plumbing components for the 
project - actual 

Number 0.00 Note 1 

Cost_Struct Construction Contract cost, 
structural components for the 
project - actual 

Number 0.00 Note 1 

Cost_Total_A Total construction cost for the 
project at contract award 

Number 0.00 Note 1 

Cost_Total_F Total construction cost for the 
project at project completion 

Number 0.00 Note 1 

Currency Currency used on project Text 25 Note 1 

Currency_Rate Currency rate to USD for 
project 

Number 0.00 Note 1 

Design_Comp Date that the design was 
completed, actual 

Date DD/MM/YYYY Note 4 

Design_ContOff Agent  and office responsible 
for design award (e.g. 
USACE – NAD) 

Text 50 Note 4 

DMIS DMIS ID Text 25 Note 3, 4 
Installation Project location – installation, 

base, station name 
Text 100 Note 1 

Location_Country Project location, country Text 75 Note 1 

Location_State Project location, state Text 75 Note 1 

Location_Town Project location, town Text 75 Note 1 

Location_Zip Project location, postal code Text 00000-0000 Note 1 

NTP_Const Date of notice to proceed was 
given for construction 

Date DD/MM/YYYY Note 1 

NTP_Design Date of notice to proceed was 
given for design 

Date DD/MM/YYYY Note 4 

Comment [RM49]: Move to zone/department 
level to align with DMIS/DMLSS-FM coordination 
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Parameter Name Description Type Characters Responsible 
Authority 

Organization Organizational name (e.g. 
Tripler Army Medical Center) 

Text 100 Note 1, 2 

PFD_GSF_A Gross square feet in the PFD 
at the award of the contract 

Integer  Note 4 

PFD_NSF_A Net square feet in the PFD at 
the award of the contract 

Integer  Note 4 

PN Project Number Text 25 Note 1, 5 

PName Project name Text 100 Note 1, 5 

RPUID Real property unique 
identification number 

Text 25 Note 1 

Total Items 36     

 
 

Table 20-2 
Parameter Name Description Type Characters Responsible 

Authority 

Fire_Zone Fire Safety Zone – to allow 
color diagram development 

Text 10 Note 1 

Gross_Count Default YES.  Yes indicates it 
counts in the space gross 
calculation for the building 
according to the UFC 

Yes/No  Note 1 

Hazardous_Mate
rials 

Room contains hazardous 
materials 

Yes/No  Note 1 

Master_RoomSp
ecs_Formal_Roo
m_Name 

Master room name from SEPS 
export 

Text 150 Note 1, 3 

NSF Net square feet for the space Integer  Note 2 

NSF_Programme
d 

NSF programmed from the 
SEPS export 

Integer 5 Note 1, 3 

Omniclass_Code Associated omni-class code Text 17 Note 1 

Project_Dept_Ag
encyName 

Department owning space Text 150 Note 1, 3 

Comment [RM50]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 



DoD MHS Minimum BIM Requirements  2011 
 

pg. 20 
 

Parameter Name Description Type Characters Responsible 
Authority 

Project_FA_Age
ncyName 

Department functional area 
classification 

Text 150 Note 1, 3 

Project_Room_I
D 

Project room ID Integer  Note 1, 3 

Project_Room_N
ame 

Space name Text 100 Note 1, 3 

Room Room Number Text 15 Note 1, 4, 6 

Room_Code Room code from SEPS export Text 5 Note 1, 3 

Room_POC Local point(s) of contact for the 
space 

Text 100 Note 1 

Security_Requir
ement 

Security requirements for 
space 

Text 45 Note 1 

Shielded_Room Space is shield (e.g. lead 
shielding) 

Yes/No  Note 1 

Total Items 16     

 
 

Table 20-3 
Parameter Name Description Type Characters Responsible 

Authority 

DMIS    Note 7 

Floor_Number Floor number Text 15 Note 1, 5 

Installation    Note 7 

RPUID    Note 7 

Total Items 4     

 
Table 20-4 

Parameter Name Description Type Characters Responsible 
Authority 

Comment [RM51]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 

Comment [RM52]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 
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Parameter Name Description Type Characters Responsible 
Authority 

Acquisition_Cos
t 

Cost of the RPIE item Number 0.00 Note 1 

Areas_Supporte
d 

Areas of the building 
supported by this RPIE item 

Text 40 Note 1 

Assembly_Categ
ory 

DMLSS RPIE Hierarchy Text 60 Note 1, 9 

Barcode Unique barcode number 
assigned – no duplicates 

Text 20 Note 1, 9 

Capacity_Unit Capacity of the piece of RPIE 
(e.g. BTUs, Tons, KVA, etc.)  
Must be a valid capacity from 
the “DMLSS Capacity Unit” 
table 

Text 20 Note 1 

Capacity_Value The value of the capacity 
based on the “Capacity_Unit” 
associated 

Text 11 Note 1 

Catalog_No RPIE item catalog number by 
manufacturer 

Text 20 Note 1 

Equipment_Haza
rd 

Hazard associated with RPIE 
item.  Must be a valid hazard 
in the “DMLSS Hazard” table. 

Text 20 Note 1 

Facility_SubSyst
em 

DMLSS RPIE Hierarchy 
subsystem 

Text 60 Note 1, 9 

Facility_System DMLSS RPIE Hierarchy 
system 

Text 60 Note 1, 9 

Index_Number Unique identifier assigned by 
the medical treatment facility 
(MTF) – no duplicates 

Text 25 Note 1, 9 

Installation_Date Date of installation Date DD/MM/YYYY Note 1 

Life_Expectancy Expected operational life (in 
years) of the RPIE item 

Integer  Note 1 

Manufacturer RPIE item manufacturer Text 40 Note 1 

Model RPIE model number Text 20 Note 1 

Nomenclature Generic name used for 
managed equipment in the 
DMLSS RPIE Hierarchy 

Text 40 Note 1, 9 
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Parameter Name Description Type Characters Responsible 
Authority 

PM_Parent Preventive maintenance 
schedule required on this item, 
but must be done with 
maintenance or a parent item 

Text 1 Note 1 

PM_Related If “PM-Parent” is Yes, then list 
the parent RPIE item’s 
“Index_No” here 

Text 25 Note 1 

PM_Sched Preventive maintenance 
schedule required Y – yes, or 
N – No 

Text 1 Note 1 

QA_Method R – random, A – automatic;  
associated with government 
maintenance over life of RPIE 
item (Quality Assurance) 

Text 1 Note 1, 9 

QC_Method R – random, A – automatic;  
associated with government 
maintenance over life of RPIE 
item (Quality Control) 

Text 1 Note 1, 9 

Risk_Assignmen
t 

Risk value assigned to the 
piece of equipment relating to 
the criticality of the that 
specific piece of RPIE.  Must 
be a valid DMLSS Risk 
Assignment value. 

Text 25 Note 1, 9 

Serial_No RPIE serial number Text 20 Note 1 

Specification_Un
it 

Unit of measure for the RPIE 
item.  (e.g. amperes, voltage, 
hertz, etc.) 

Text 20 Note 1 

Specification_Va
lue 

The value of the specification 
based on the 
“Specification_Unit” associated 

Text 11 Note 1 

Total Items 29     

Warranty_Labor
_Expiration 

Date on which the terms of the 
warranty for labor end 

Date DD/MM/YYYY Note 1 

Warranty_Parts_
Expiration 

Date on which the terms of the 
warranty for parts end 

Date DD/MM/YYYY Note 1 

Warranty_Start Date the warranty starts for the 
RPIE item 

Date DD/MM/YYYY Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Warranty_Vendo
r 

Vendor organization that holds 
the warranty responsibility 

Text 40 Note 1 

Total Items 30     
 

Table 20-5 
Parameter Name Description Type Characters Responsible 

Authority 

Room    Note 8 
Total Items 1     

 

Table 20-6 
Parameter Name Description Type Characters Responsible 

Authority 

Cost Current estimated or actual 
cost of the item 

Numeric 0.00 Note 1 

Currency Currency used on project Text 25 Note 1 

Currency_Rate Currency rate to USD for 
project 

Number 0.00 Note 1 

JSN Joint Service Number Text 5 Note 1, 3 

Logistics_Categ
ory 

Actual logistics category used 
for this item in the project 

Text 1 Note 1 

Project_Equipm
ent_ID 

Project room contents ID   Integer  Note 1, 3 

Project_Room_I
D 

Link in the SEPS data set to 
the unique room ID 

Integer  Note 1, 3 

QTY Quantity, typically = 1 Numeric 0.00 Note 1 

Total Items 8     

 

Comment [RM53]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 

Comment [RM54]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 

Comment [RM55]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 
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Table 20-7 
Parameter Name Description Type Characters Responsible 

Authority 

Amps1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Amps2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Army_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

BTUPerHour As defined in the MIL-STD 
1691 

Text 6 Note 1 

Date_Appr As defined in the MIL-STD 
1691 

DATETIM
E 

0.00 Note 1 

Depth_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Depth_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Desc As defined in the MIL-STD 
1691 

Text 3000 Note 1 

FS_Army As defined in the MIL-STD 
1691 

Text 1 Note 1 

FS_Navy As defined in the MIL-STD 
1691 

Text 1 Note 1 

FS_USAF As defined in the MIL-STD 
1691 

Text 1 Note 1 

FS_VA As defined in the MIL-STD 
1691 

Text 1 Note 1 

Height_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Height_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Hertz As defined in the MIL-STD 
1691 

Text 5 Note 1 

Hertz_dep As defined in the MIL-STD 
1691 

Text 1 Note 1 

Hertz_swit As defined in the MIL-STD 
1691 

Text 1 Note 1 

JSN_Name As defined in the MIL-STD 
1691 

Text 50 Note 1 

Mean_Price As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Navy_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

NSN As defined in the MIL-STD 
1691 

Text 13 Note 1 
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Parameter Name Description Type Characters Responsible 
Authority 

Phase1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Phase2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Price_Date As defined in the MIL-STD 
1691 

DATETIM
E 

0.00 Note 1 

Project_JSN_Co
mment 

As defined in the MIL-STD 
1691 

Text 100 Note 1 

Unit_Issue As defined in the MIL-STD 
1691 

Text 2 Note 1 

USAF_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_1 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_2 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_3 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_4 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_5 As defined in the MIL-STD 
1691 

Text 1 Note 1 

Utility_6 As defined in the MIL-STD 
1691 

Text 1 Note 1 

VA_Cat As defined in the MIL-STD 
1691 

Text 1 Note 1 

Volts1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Volts2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Watts1 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Watts2 As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Weight_AV As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Weight_MET As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Width_CEN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Width_IN As defined in the MIL-STD 
1691 

Numeric 0.00 Note 1 

Total Items 42     

Comment [RM56]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 
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Table 20-8 
Parameter Name Description Type Characters Responsible 

Authority 

PN Project Number Text 25 Note 1, 5 

PName Project name Text 100 Note 1, 5 

Room Room number in which the 
equipment is located 

Text   

TotalCostPerIte
m 

Quantity x Cost Numeric 0.00 Note 1 

Total Items 4     

 
  

Comment [RM57]: Coordinate data element 
nomenclature with DMLSS-FM, SEPS and 1691 (re-
verify). 
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Acronyms List 
The following is a list of acronyms relevant to this PIP. 

Acronym Represents 

AFCEE Air Force Center for Engineering and the Environment 
BHMA Builders Hardware Manufacturers Association 

(http://www.buildershardware.com/)  
BIM Building Information Model 

Building Information Modeling 
BOD Beneficial Occupancy Date 
BUMED Bureau of Medicine (Navy) 
CAFM Computer Aided Facility Management 
cdays Calendar Days 
CIDM Capital Investment Decision Model 
CIP Capital Investment Proposal 
CMMS Computerized Maintenance Management System 
CO2 Carbon Dioxide 
CSI Construction Specifications Institute 
DMLSS Defense Medical Logistics Standard Support 
DMLSS-ET&M DMLSS – Equipment Technology and Management 
DMLSS-FM Defense Medical Logistics Standard Support – Facility Management 
DN Diameter Nominal (metric equivalent of NPS) 
DoD Department of Defense 
DTM Digital Terrain Model 
FLCM Facility Life Cycle Management 
FM Facility Management 

Facility Manager 
HFD Health Facility Division 
HFPA US Army Health Facility Planning Agency 
IFC Industry Foundation Class 
IFD International Framework for Dictionaries – Open Source 

(http://dev.ifd-library.org/)  
LCC Life Cycle Cost 
LCCA Life Cycle Cost Analysis 

http://www.buildershardware.com/�
http://dev.ifd-library.org/�
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Acronym Represents 

MEP Mechanical, Electrical and Plumbing 
MHS Military Health System 
MILSTD Military Standard 
NAVFAC Naval Facilities Engineering Command 
NPS Nominal Pipe Size 
OmniClass OmniClass Construction Classification System – Open Source 

(http://www.omniclass.org/)  
OSD-HA Office of the Secretary of Defense for Health Affairs 
PIP Process Improvement Proposal 
PPMD Portfolio Planning and Management Division 
ROI Return On Investment 
RPIE Real Property Installed Equipment 
SEPS Space and Equipment Planning System 
SOW Scope of Work 

Statement of Work 
SRM Sustainment Restoration and Modernization 
SROI Sustainable Return on Investment 
TMA Tricare Management Activity 
USACE United States Army Corps of Engineers 
USAMEDCOM United States Army Medical Command 
 

 

http://www.omniclass.org/�
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PIP-UFC Update - BIM Requirements - Final Draft TMA.docx


[bookmark: _Toc271883367][bookmark: _Toc278807563]Background

Building Information Modeling (BIM) is a prevalent tool in the Architecture, Engineering and Construction (AEC) industry.  Most of our projects MILCON and many of the SRM projects currently use BIM in multiple applications throughout the design and building process.  The GSA has required BIM on their major projects starting design in 2007 and beyond[footnoteRef:1].  The VA has required BIM on all major renovation and construction projects starting design in 2009[footnoteRef:2].  The AEC industry as a whole is advancing rapidly in the breadth of use of BIM across the FLCM every year.  USACE has been utilizing their BIM Roadmap across their Center of Standardization (COS) building types since 2007.  The Multi-National Forces Iraq (MNFI) has even used BIM in the concept development of the Air Force Theater Hospital in an active war zone[footnoteRef:3].  The BIM platforms (software) available are strong, established and in regular daily use amongst the AEC industry we engage every day.   [1:  GSA BIM Overview | http://www.gsa.gov/portal/content/105075 ]  [2:  VA BIM Guide | http://www.cfm.va.gov/til/bim/BIMGuide/lifecycle.htm ]  [3:  “Case Studies in BIM Implementation for Programming of Healthcare Facilities,” ITcon Vol. 13, Special Issue Case Studies of BIM Use , pg. 246-257 | http://www.itcon.org/data/works/att/2008_18.content.05339.pdf 
] 


NOTE:  Information on BIM and how the MHS and other Federal Agencies use BIM can be found at http://www.tricare.mil/ocfo/ppmd/guideplates.cfm#Tools-BIM.   

[bookmark: _Toc278807564]BIM Overview

BIM has multiple definitions throughout the AEC industry.   One of the most comprehensive definitions is that used by the GSA.

Building Information Modeling is the development and use of a multi-faceted computer software data model to not only document a building design, but to simulate the construction and operation of a new capital facility or a recapitalized (modernized) facility. The resulting Building Information Model is a data-rich, object-based, intelligent and parametric digital representation of the facility, from which views appropriate to various users’ needs can be extracted and analyzed to generate feedback and improvement of the facility design.



While some attempt to define BIM as a process in and of itself, there are multiple processes in the AEC industry that use BIM effectively.  It is true that some processes better support the extent to which BIM’s potential can be realized; however BIM is an enabling tool that is used in processes to more effectively obtain desired objectives.   BIM is a collection of enabling tools that allows owners, designer, builders, operators and associated supporting entities to more effectively execute the various tasks required in FLCM.  The use of BIM tools can enhance and facilitate process improvement or even enable tasks or processes that were previously impractical with non-intelligent models using a myriad of disconnected data sets of associated with the project.



Often is not a singular platform that does everything within on piece of software is another key factor of BIM used in healthcare projects.  In many cases it is a collection of platforms that exchange data effectively, each with their own core strengths, across the FLCM.  For instance, a building information model may need to absorb initial planning data (e.g. SEPS), assimilate data as design is developed and decisions made, export and re-import data periodically for analysis (e.g. Trace 700 energy analysis) or coordination (e.g. NavisWorks clash detection), and exchange data for the operations and maintenance of the facility (e.g. DMLSS, CMMS, or CAFM).

While there are many current uses of BIM, the application continues to grow as the industry works to increase interoperability.  Multiple reports published by the Building Smart Alliance and McGraw-Hill surveying industry use and growth of BIM clearly highlight the speed at which BIM has become engrained in the AEC industry, and the expended uses across the FLCM (e.g. Green BIM: How Building Information Modeling is Contributing to Green Design and Construction).[footnoteRef:4] [4:  McGraw Hill Green BIM: How Building Information Modeling is Contributing to Green Design and Construction  | http://construction.com/market_research/FreeReport/GreenBIM/ ] 


[bookmark: _Toc278807565]MHS BIM Objectives

For the last two years the MHS has unofficially had nine primary focused BIM objectives guiding various efforts.   The use of defined objectives gives the MHS a deliberate approach for implementing BIM use as an enabling tool to support the mission of the MHS, specifically in the FLCM of its direct care facilities and healthcare research laboratories.  These objectives are the premise of the proposed PIP for minimum BIM requirements.  The list of objectives is not static, but rather dynamic to support the needs of the MHS.  They are chosen in a deliberate fashion and are used to allow the MHS to focus on real and tangible solutions; implementing BIM in a strategiclystrategically, while helping the MHS avoid uses of BIM that may be more whimsical than practical.

		Band

		Objectives and Description



		LOD

		1. Level of Detail (LOD). Clearly define the level of level of effort/detail (LOE/LOD) in the BIM and associated submittals.

a. Use existing industry standards where possible.  (e.g. AIA & VA LOD, and defined in a BIM Executive Guide)

b. Standardize BIM expectations and language within the MHS projects to reduce confusion during contract, design and construction.

i. Stretch Goal:  Relative to BIM implementation:  coordinate standardization with VA and other healthcare systems to achieve mutual objectives more effectively within the AEC industry.



		Validation

		2. PFD Validation:  Automate the validation of the contracted program requirements during the design process.  Validating the program for design (PFD) in an efficient and effective manner in the design submittal process.

a. The primary goal of this objective is to effectively automate the integration of the PFD requirements to include space criteria (UFC 4-510-01 Appendix A) comparisons in real time.  This enables the entire team to eliminate time intensive space take-offs, and to more effectively assess current design status relative to contracted program while increasing the confidence of accuracy.

b. [bookmark: _Ref274062289]This objective has significant benefits to both the MHS services and agents reviewing submittals, but also to the design teams tasked with developing the program and criteria into actionable designs and the builders as they bring the facility into reality, and further as that information is carried into the operations and maintenance.

c. This objective also allows planning data to be carried across the various stages of the FLCM to enable longitudinal analysis supportive of a feedback loop in a continuous learning organization.

3. Equipment Validation:  Automate the validation of the medical equipment requirements during the design and construction process.  Validating the PRC (Project Room Contents) in an efficient and effective manner during the design submittal process is a key element of this objective.

a. The primary goal of this objective is to automate the validation process of the design submittals against the PRC provided in the project contract.  This enables the entire team to eliminate time intensive take-offs, allowing all members of the team to more effectively assess current design status relative to contract requirements while increasing the confidence of accuracy.

b. Refer to objective discussion 2.b above.

c. This also supports and enables more accurate design integration of the medical equipment and significantly reduces the man-hours involved in the design development of the medical equipment plans.

d. The effort also allows a more automated coordination and integration of initial MILSTD 1691 Database details allowing earlier concept engineering analysis.  Further the effort supports a more real-time update of the engineering requirements as the design team refines the medical equipment details in design development and final design.

e. There are also secondary benefits related to IO&T coordination.



		Integration of Data to DMLSS

		4. DMLSS- Facility Management (FM) Integration: The focus of this goal is to automate the loading of new RPIE information into the DMLSS-FM module and more effectively coordinate the information needed from design and construction to support effective operations and maintenance of our facilities.

a. This objective works to streamline the process steps required to effectively and accurately get the RPIE items loaded in the DMLSS-FM in a timely fashion such that they are available to the facility manager (FM) at BOD.  The current process is non-standard, manual and often unique to each project.   Currently even small projects can take months after BOD to get loaded by a process that is often highly manual and replicating information that is often a duplication of data entry effort already performed at least once by other members of the AEC team.

b. This objective works to reduce the total effort required by the designer, construction contractor and service staff collecting, organizing, validating, standardizing and entering into multiple systems (e.g. databases, spreadsheets, etc.) to ultimately get it into the DMLSS-FM model.

5. DMLSS-Equipment & Technology Management  (E&TM) integration:  The focus of this objective is to automate the hand off of information through procurement and loading into the DMLSS-E&TM module effectively.

a. This effort will predominately focus on standardizing information to be handed off for procurement from the design in such a way that it better facilitates the structure of the data passed from IO&T planning to procurement to DMLSS-E&TM for importing.

b. Stretch Goal:  Over time the efficacy of passing this data directly to the medical logistic procurement system will be considered.

c. Stretch Goal:  Over time the efficacy and benefit to the MHS to link the DMLSS-E&TM data to the BIM/CAD models will be considered.



		Energy

		6. Energy:  The primary focus of this objective is to use BIM to more effectively and efficient support energy modeling of the design to allowing the team to make substantive sustainability (e.g. energy) decisions, support the MHS’s ability to assess the performance over time and potentially support a degree of accountability towards energy independence.

a. The primary focus of this objective is to allow timely and concurrent energy analysis of alternative design solutions.  This would support energy decisions that synchronized with the design development process, rather than lagging too far behind the ongoing design decisions.

b. The use of BIM integrated various assessment tools (e.g. Trace 700) can significantly increase the design teams ability to determine impacts of alternatives and better support more collaborative discussions among the various team members.

c. The use of BIM also is more supportive of down-stream fabrication operations which support the ability to enable more shop fabrication, reducing onsite construction.  Shop fabrication has proven to increase overall quality and accuracy in many aspects of the MEP and building envelope construction, which are key factors in translating energy efficient design into reality.



		Planning Feedback

		7. Planning & Programming Analysis:  Effective, relational and accurate data from requirements and design development, construction, transition and operations back to planning policy development. 

a. The primary focus of this objective is to roundtrip Space Data on cost back to Planning (PPD) – create an effect feedback loop.

b. The handoff of data to DMLSS-FM will also support higher accuracy of relating facility data back to MHS healthcare datasets such as M2.



		Transition Support

		8. Initial Outfitting & Transition (IO&T) Support:  Effectively integrate the transition planning an execution with planning and design development.  This objective targets integrating the transition planning and initial outfitting (IO) procurement process more effectively with the design development and construction execution.

a. Transition planning is enhanced when synchronized with the design and construction.  The effective exchange of information between transition planning teams and the design and construction teams will reduce conflicts, rework and confusion.

b. Stretch Goal:  Support the automation IO (LOGCAT C) purchases to facilitating the initial outfitting procurement and installation process.



		FLCM Interoperability

		9. Interoperability of Required Elements across the FLCM.

a. Support means and methods in the industry that enable and are complimentary to effective exchange of information as we execute the MHS objectives on BIM.

i. This includes support of common industry standards whenever possible.  (e.g. IFC, IFD, Omni-Class, etc.)

b. Execute our objectives in such a way that supports and enforces interoperability of data exchanges across the FLCM within the AEC industry.

c. Ensure that data silos are broken down as we execute BIM objectives, facilitating a common language emphasizing and supporting the exchange of data seamlessly.

d. Supports integration to other MHS systems and avoids creating legacy system solutions.

e. Keeping the end, beginning and middle pieces in mind when executing BIM to support common objectives.

f. Avoid trend implementation of BIM solutions.  

i. Trend BIM solutions are ideas that have not been articulated to a defined MHS objective, but are the result of whim over practical solutions to stated objectives.

g. Support federal initiatives to synchronize data to allow integrated disaster relief or response in a national emergency.  (e.g. http://www.ahrq.gov/prep/havbed/havbed5.htm) 







[bookmark: _Toc278807566]BIM Salient Points to MHS

The use of BIM across the AEC industry supports and enables the ability to “work smarter, rather than harder.”  The figures below (and ) highlights two primary features (1) providing information earlier in support of effective decision making, and (2) reduction of effort by automating repetitive tasks.

		[image: ]



		[bookmark: _Ref274989790][bookmark: _Ref275851923]Figure 1  Supplying information earlier to the team for decisions.







		[image: ]



		[bookmark: _Ref274989796][bookmark: _Ref275851925]Figure 2  Reduction of Effort Required for Coordination & Repetitive Tasks







[bookmark: _Toc278807567]IFC & IFD

One of the primary benefits of BIM is the ability to exchange data in such a way that it supports and informs the processes used in the AEC industry.  The ability to do this effectively and in an interoperable manner requires some common “language” basis for multiple tools to share information.  The figure below () represents two fundamental building elements:  Industry Foundation Classification (IFC) and Industry Framework for Dictionaries (IFD) as it relates to supporting the FLCM.  The use of BIM supports multiple tasks across the FLCM:

· Visualization

· Simulation (schedule, environment, ventilation, fire, IAQ, etc.)

· Facility Management (operations, CMMS, and space planning, CAFM)

· Construction Management

· Specifics

· Procurement

· Planning

· Computer Aided Drafting (CAD) 

· Knowledge Databases





		[image: ]



		[bookmark: _Ref274992642]Figure 3  IAI Nordic Chapter 2000 BIM Product Model
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		[bookmark: _Ref274993377]Figure 4  buildingSMART® Construct

Source:  AEC Infosystems and Graphisoft





[bookmark: _Toc278807568]Industry Coordination

The United States’ AEC industry has come together through the buildingSMART alliance to establish a means for industry collaboration and realization of the BIM through industry standardization.   demonstrates the coordination that helped build a foundation for the BIM available today.

The reality of BIM as a standard and pervasive tool within the AEC industry was realized through the past and ongoing coordination of various standards organizations, industry professionals (designers, builders, manufacturers, and owners), web and media venues, and software developers.  Their coordinated efforts have allowed BIM to become practicable versus simply conceptual.

Readers of this document that are interested in further details of this discussion should review the National BIM Standard at http://www.wbdg.org/bim/nbims.php.    The remainder of this discussion will focus on the relevance of BIM to support and enable the MHS facilities community to more effectively and efficiently support the mission of the MHS in supporting the defense of the United States.

[bookmark: _Toc278807569]Level of Detail (LOD)

There are multiple levels of detail that a BIM model goes through as the project develops, from conceptual to as-built.  The AIA has established five defined levels of detail (LOD):

· 100  Conceptual

· 200  Approximate geometry

· 300  Precise geometry

· 400  Fabrication

· 500  As-built



		[image: ]







		Figure 5  Level of Detail – Diagrammatic Example







The advent of BIM and benefits noted  and  have allowed the project team to establish higher LOD’s much earlier in the design process.  The figure below demonstrates the ability to reach higher levels of detail earlier in the design process.  The example facilitated more effective medical equipment planning process and intern facilitated the locking of the floor plan with almost no adjustments to floor plan due to medical equipment at later stages of the design development and construction drawing submittals.

			[image: 1790-RM228-2b]	[image: 1790-RM237-3b]

	Dental Lab	Dental Treatment Rooms



		Figure 6  Example Detail Supported (Korea Camp Carroll TMC/Dental S4)







[bookmark: _Toc278807570]MHS Relevance

The MHS mission within the DoD is clear and defined.  Within that mission is the need for capital facility assets that enable the execution of direct care and medically related research.

The coordination of the FLCM involves many entities directly inside the MHS, others internal to the DoD and those external to the federal government to achieve success.  The three primary entities involved within the DoD are TMA/OSD-HA (PPMD), the services (respective service health facility planning divisions and their associated operations and maintenance), and the agents (service contracting offices for design and construction).  The services provide a means for coordination with the user groups, while the agents provide a means to access industry professionals to design and construction the required facility solutions.  Together the MHS entities (PPMD and the services representatives) fulfill the owner’s role as the MHS conducts FLCM. The agents’ role is predominately limited to a small, but no less important, fraction of the entire FLCM – design and construction.  The figure below () demonstrates the relative cost of the facility across its entire life cycle.  The agents’ primary involvement reflects about 9.6% of the total effort.   This is why it is incumbent upon the MHS to lead its BIM implementation for its facility infrastructure.  The AEC industry as a whole has been realizing incremental benefits of BIM; however it has also be realized the entity that has the overview of the FLCM vision is the owner.  The owner is the entity that has the ability to see the multiple interoperability requirements that BIM can enable, and the owner is the one that has the ability to coordinate and tie the pieces together.

		



		[bookmark: _Ref274995721]Figure 7  FLCM Relative Costs







[bookmark: _Toc278807571]FLCM enabled by BIM

		[image: ]



		Figure 8  FLCM Data Exchange





The MHS has in the past had a fundamental challenge in carrying information across the lifecycle from planning to design, validation and coordination of design, from design to construction, validation and coordination during construction, from construction to operations, and feeding information back to planning supportive of a continuous learning organization.  The past has been inhibited by a lack of the tools to achieve such coordination in an efficient or cost effective manner.  BIM provides an enabling tool to allow an organization to this in a realistic manner.

The MHS has a collection of data elements that support the planning process.  These data sets include the MILSTD 1691, Space Planning Criteria, UFC 4-510-01 Appendix A, and selected guide plates.  Through the use of master planning which analyzes perceived needs to develop requirements, the MHS defines projects by filtering the requirements through standards and criteria.  SEPS provides a means for the MHS to develop a data set that articulates the space (with associated technical criteria) and equipment (medical and furniture) requirements to the design team.

		





		Figure 9  Data Exchange Planning to Operations Potential







During the design process the data set from the planning gets developed in detail to enable construction.  At various points during the conceptual and design development the owner and its agents, review the progression for compliance to meet the design intent within the bounds of the contract.  This often includes validation of various elements.  Two key validations conducted are reviews of the program to support the projects mission requirements (e.g. validating the PFD and spatial adjacencies) and medical equipment (e.g. validating the correct equipment is in the correct rooms in accordance with the PRC and the associated layout for functionality).

Further coordination amongst the design team members themselves is critical to ensure a coordinated set of technical engineering and architectural drawings.    Previously this was done with limited efficacy two-dimensionally.  Through the benefits of BIM’s three-dimensional parametric object based approach it enables multiple benefits for coordination, such as clash detection.  The inter-relation of the parametric data also enables the benefits noted in  and .  This exchange of information during design has proven results to increase coordination and collaboration while reducing redundant tasks and provide more real time information on multiple MHS projects since 2005.  The designers and builders engaged by our agents continue to find innovative ways to use BIM to improve their efforts and deliver improved quality to the MHS.

		



		Figure 10  SEPS to Design & Construction







		



		Figure 11  Construction to Operations










[bookmark: _Toc271883368][bookmark: _Toc278807572]Proposed PIP Implementation Plan



The following indicates the major milestones associated with the review, approval and implementation of the PIP presented.



· PPMD refers to the Portfolio Planning and Management Division of OASD/HA(TMA) .

· “Agents” refers to the applicable contracting, technical and quality assurance agencies employed in support of the MHS facility mission.  AFCEE, NAVFAC, and USACE.

· “Services” refers to the various department representatives from the services within the DoD (e.g. Army, Navy, Air Force).

· “HFSC” refers to the Health Facilities Steering Committee consisting of PPMD, service facility representatives and agent representatives. 



		Event

		Status

		Time (cdays)

		PPMD

		Agents

		Services

		SME



		PPMD Review Draft Development

		Draft

		5

		X

		

		

		X



		Incorporate Comments

		Draft

		3

		X

		

		

		



		Socialize with BIM Working Group

		Final Draft

		1

		X

		X

		X

		



		Final Format & Textual Edits

		Final Draft

		15

		X

		

		

		



		AD&C UFC 4-510-01 Review & Approval

		Final

		7

		

		X

		X

		



		HFSC Notification

		Final

		15

		X

		

		

		



		Published Update UFC

		UFC

		45

		X

		

		

		







[bookmark: _Toc271883369][bookmark: _Toc278807573]PIP Implementation Method

It is expected that this PIP can be implemented in the UFC using the expedited update methods associated with UFC’s.  

The PIP is not considered a significant change to the overall UFC.

[bookmark: _Toc271883370][bookmark: _Toc278807574]Applicability

This PIP would be applicable to projects which follow the UFC 4-510-01 that have not yet awarded design.  It would be used to support and enable the objectives discussed earlier in this document across the MHS.

NOTE:  Projects that are past the design award stage should assess the projects current status and apply as many of the requirements noted to the extent within the scope of the current contract.  Many projects under contract already are implementing many of the prescribed elements noted in this proposed BIM chapter of the UFC 4-510-01.

[bookmark: _Toc271883371][bookmark: _Toc278807575]Ancillary Impacts / Coordination

This PIP is expected to have the following cross coordination impacts.

		System

		Impacts or coordination required.



		Guide Plates

		As the guideplates are updated, it is expected that they will be updated to a BIM format.  It is anticipated that the guideplates will incorporate these BIM standards where applicable.



		O&M  (DMLSS-FM & DMLSS-ETM)

		DMLSS-FM is currently working on the COBIEv2 interface/import feature.  This is supportive of the “Integration of Data to DMLSS” objective.  Interface details with DMLSS-ETM remains to be determined.



		Planning (SEPS)

		The impacts associated with SEPS have already been incorporated.  Two SEPS BIM export files (space and equipment) are already in the new version of SEPS.  SEPS also already has the table to accept the space omni-class codes for each room when the VA completes it with CSI.



		Space Planning Criteria

		No known direct impacts.  The application of this process during design may lead to some recommended criteria updates based on the relevance of an analysis to the system as a whole, however those will be handled through the appropriate space planning criteria in the event they materialize.



		UFC 4-510-01

		Other impacts to the UFC.  The direct impacts to other sections of the UFC are noted below:

1. Table of Contents – adding new section

2. Table of Figures – adding new figures

3. Tables – adding new tables

4. Adding Chapter 20 to the UFC.





[bookmark: _Toc271883372][bookmark: _Toc278807576]PIP

The following PIP is intended to be an update to the UFC 4-510-01 Design: Medical Military Facilities.

[bookmark: _Toc271883373][bookmark: _Toc278807577]Existing Language to be Updated

None currently exists.

[bookmark: _Toc271883374][bookmark: _Toc278807578]Proposed Language Location

UFC 4-510-01.  The proposed language would be added to a new section.




[bookmark: _Toc271883375][bookmark: _Toc278807579]Proposed Language

The following is the proposed language and formatting suggested for this update to the UFC.

The proposed language was broken into multiple locations per the request of the NAVFAC and the ADC.   The UFC proposed language for Chapter 20, “Building Information Modeling (BIM) Requirements,” can be found at:



The chapter references the details of the minimum requirements in the “DoD Military Health System Facility Life Cycle Management (FLCM) Minimum BIM Requirements.”  This document can be found at:  

Chapter 20 
Building Information Modeling (BIM) Requirements.



20-1 DEFINITIONS.



20-1.1 Product.   An object-based representation of the physical and functional characteristics of a facility.  The Building Information Model (BIM) serves as a shared knowledge resource for information about the facility, forming a reliable basis for decisions during its lifecycle from inception forward.  The “Model” is defined as 3D graphics that includes Facility Data.   



20-1.2 Process.  A collection of defined model uses, workflows, and modeling methods used to achieve specific, repeatable, and reliable information results from the model.  Modeling methods affect the quality of the information generated from a model.  When and why the model is used and shared impacts the effective and efficient use of the BIM for desired project outcomes and decision support.



20-1.3 Data Definition.  Supports the data standards and data requirements for BIM use.  Data continuity allows for the reliable exchange of information in a context where both sender and receiver understand the information.   “Facility Data” is defined as associated intelligent attribute data. 



20-2 [bookmark: _Ref278805894]BIM FORMAT & MINIMUM REQUIREMENTS.  



20-2.1 Multiple BIM platforms will generally be used across the design specialties and trades taking advantage of the strengths of the various platforms, therefore no specific BIM platform shall be mandated for military healthcare system projects without written consent from the Portfolio Planning and Management Division (PPMD). BIM model will be submitted in the format used by the winning contractor. 



20-2.1.1 IFC Coordination View.  The Contractor’s selected BIM application(s) and software(s) must be certified in the IFC (Industry Foundation Class) Coordination View (2x3 or better. See HYPERLINK "http://www.iai-na.org"www.iai-na.org).    Any deviations from or additions to the IFC property sets for any new spaces, systems, and equipment must receive Government approval prior to implementation.



20-2.2 Contractors will use the Model and Facility Data to produce accurate Construction Documents.  BIM associated submittals shall conform to the standards described in this chapter as a minimum.  Exceptions must be approved by PPMD.

	

20-2.3 [bookmark: _Ref278774727]BIM Execution Plan.  Prior to the Initial Design Conference and construction kickoff meeting, the contractor shall submit a BIM Execution Plan (Plan), documenting viability of the BIM design and analysis technologies selected for the Project Model (integrated with the AEC CAD Standard) from concept development through As-Builts as a design, production, coordination, construction, and documentation tool and the collaborative process by which it shall be implemented.  The Government shall confirm acceptability of the Plan or advise as to additional processes or activities necessary to be incorporated into the Plan.   Plan shall include the minimums defined herein.  The plan shall be synchronized with the project acquisition strategy (delivery, contracting, and procurement methods) applied.



20-2.3.1 DoD Design and Construction Agents shall ensure the BIM execution plan is in support of the MHS BIM objectives prior to approval of the BIM Execution Plan.



20-2.3.2 The Plan shall describe uses of BIM during design and construction phases to include value management, interference management, and design-change tracking, or such other uses as the Contractor proposes.  Additionally the Plan shall describe the handoff of BIM data and model to the Military Health System (MHS) over the course of the project execution and turn over.  A USACE BIM Project Execution Plan (PxP) example and templates can be found on the USACE BIM Technology Center at HYPERLINK "https://cadbim.usace.army.mil/default.aspx?p=s&t=18&i=23"https://cadbim.usace.army.mil/default.aspx?p=s&t=18&i=23. 



20-2.3.3 The Plan shall identify how the BIM data will be managed and interoperate (data storage, sharing, viewing, quality control parameters in section  REF _Ref277610680 \r \h 20-2.6, and updating, as necessary) among all project team members.  



20-2.3.4 Conduct a demonstration at the Initial Design Conference to review the Plan for clarification, and to verify the functionality of Model technology workflow and processes.  If modifications are required, the Contractor shall complete the modifications and resubmit the final Plan for Government acceptance.  There will be no payment for design or construction until the Plan is acceptable to the Government.  The Government may also withhold payment for design and construction for unacceptable performance in executing the Plan.



20-2.4 Design Deliverables.  Develop all designs using Building Information Modeling (BIM) and Computer Aided Design (CAD) software.  Design submittal drawings shall be sized per contract requirements and suitable for 11”x17” legible scaled reproduction.



20-2.4.1 Drawings.  The use of BIM does not negate the need for delivery of CAD files used for the creation of the Construction Documents Drawings.  Specification of a CAD file format for these drawings submitted shall not be used to limit which BIM application(s) or software(s) may be used for project development and execution.



20-2.5 BIM Requirements.



20-2.5.1 Facility Data.  Develop the Facility Data, consisting of a set of intelligent elements for the Model (e.g., doors, air handlers, electrical panels).  This Facility Data shall include all material definitions, qualities, and attributes that are necessary for the Project facility design, construction and in support of operations and maintenance.  Environmental sustainability analysis is encouraged.



20-2.5.2 [bookmark: _Ref278775820]The following notes pertain to sections  REF _Ref278800227 \r \h 20-2.5.3 through  REF _Ref278800244 \r \h 20-2.5.6.



· Note 1 – To be determined in the BIM Execution Plan.  The designer will at a minimum create the parameter in the model.

· Note 2 – Shall be automatically calculated by the BIM platform utilized.

· Note 3 – Derived from the SEPS BIM Export Files

· Note 4 – Designer 

· Note 5 – Mechanical, electrical, administrative, circulation, inpatient bed room, etc.

· Note 6 – Shall be coordinated with the government to match intended signage.

· Note 7 – Reference  REF _Ref278797582 \h  \* MERGEFORMAT Table 20-1 for parameter details and data should be drawn from the respective parameters.

· Note 8 – Reference  REF _Ref278797421 \h  \* MERGEFORMAT Table 20-2 for parameter details and data should be drawn from the respective parameters.

· Note 9 – Shall be coordinated with the government ensure correct naming/classification structure/label is utilized.

· Characters:  0.00 represents a number to two decimal places; if the type is “text” the number entered represents the maximum number of text characters allowed.

· Use established IFC parameters where relevant.





20-2.5.3 [bookmark: _Ref278800227]Minimum Project Parameters.  The project itself shall have the following project parameters available to add associated data when available or contracted.

[bookmark: _Ref278797582]Table 20- SEQ Table \* ARABIC 1

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		CD_Const_A

		Calendar days in contract for construction at award

		Integer

		

		Note 1



		CD_Const_F

		Calendar days in contract for construction at completion 

		Integer

		

		Note 1



		CD_Design_A

		Calendar days in original design at award

		Integer

		

		Note 4



		CD_Design_F



		Calendar days total for design at completion of design

		Integer

		

		Note 4



		Const_Comp

		Date construction complete actual

		Date

		DD/MM/YYYY

		Note 1



		Const_ContOff

		Agent  and office responsible for design award (e.g. USACE – NAD)

		Text

		50

		Note 1



		Cost_Arch

		Construction Contract cost, architectural components for the project - actual

		Number

		0.00

		Note 1



		Cost_Control

		Construction Contract cost, controls components for the project - actual

		Number

		0.00

		Note 1



		Cost_Cx

		Construction Contract cost, commissioning (Cx) components for the project - actual

		Number

		0.00

		Note 1



		Cost_Elec

		Construction Contract cost, electrical components for the project - actual

		Number

		0.00

		Note 1



		Cost_IT

		Construction Contract cost, information technology components for the project - actual

		Number

		0.00

		Note 1



		Cost_LEED

		LEED premium cost for construction

		Number

		0.00

		Note 1



		Cost_LOGCATA

		Total cost of LOGCAT A items included in the project

		Number

		0.00

		Note 1



		Cost_Mech

		Construction Contract cost, mechanical components for the project - actual

		Number

		0.00

		Note 1



		Cost_Plumb

		Construction Contract cost, plumbing components for the project - actual

		Number

		0.00

		Note 1



		Cost_Struct

		Construction Contract cost, structural components for the project - actual

		Number

		0.00

		Note 1



		Cost_Total_A

		Total construction cost for the project at contract award

		Number

		0.00

		Note 1



		Cost_Total_F

		Total construction cost for the project at project completion

		Number

		0.00

		Note 1



		Currency

		Currency used on project

		Text

		25

		Note 1



		Currency_Rate

		Currency rate to USD for project

		Number

		0.00

		Note 1



		Design_Comp

		Date that the design was completed, actual

		Date

		DD/MM/YYYY

		Note 4



		Design_ContOff

		Agent  and office responsible for design award (e.g. USACE – NAD)

		Text

		50

		Note 4



		DMIS	Comment by rmanning: Move to zone/department level to align with DMIS/DMLSS-FM coordination

		DMIS ID

		Text

		25

		Note 3, 4



		Installation

		Project location – installation, base, station name

		Text

		100

		Note 1



		Location_Country

		Project location, country

		Text

		75

		Note 1



		Location_State

		Project location, state

		Text

		75

		Note 1



		Location_Town

		Project location, town

		Text

		75

		Note 1



		Location_Zip

		Project location, postal code

		Text

		00000-0000

		Note 1



		NTP_Const

		Date of notice to proceed was given for construction

		Date

		DD/MM/YYYY

		Note 1



		NTP_Design

		Date of notice to proceed was given for design

		Date

		DD/MM/YYYY

		Note 4



		Organization

		Organizational name (e.g. Tripler Army Medical Center)

		Text

		100

		Note 1, 2



		PFD_GSF_A

		Gross square feet in the PFD at the award of the contract

		Integer

		

		Note 4



		PFD_NSF_A

		Net square feet in the PFD at the award of the contract

		Integer

		

		Note 4



		PN

		Project Number

		Text

		25

		Note 1, 5



		PName

		Project name

		Text

		100

		Note 1, 5



		RPUID

		Real property unique identification number

		Text

		25

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 36

		

		

		

		







20-2.5.4 Minimum Room Parameters.  All rooms shall have the following minimum room parameters ( REF _Ref278797421 \h  \* MERGEFORMAT Table 20-2) and the data shall be entered for each parameter which is applicable to the given room.  The contractor shall maintain an exportable table from the BIM that provides the parameters listed in  REF _Ref278797421 \h  \* MERGEFORMAT Table 20-2 and  REF _Ref278797493 \h  \* MERGEFORMAT Table 20-3.



[bookmark: _Ref278797421]Table 20- SEQ Table \* ARABIC 2

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		Fire_Zone

		Fire Safety Zone – to allow color diagram development

		Text

		10

		Note 1



		Gross_Count

		Default YES.  Yes indicates it counts in the space gross calculation for the building according to the UFC

		Yes/No

		

		Note 1



		Hazardous_Materials

		Room contains hazardous materials

		Yes/No

		

		Note 1



		Master_RoomSpecs_Formal_Room_Name

		Master room name from SEPS export

		Text

		150

		Note 1, 3



		NSF

		Net square feet for the space

		Integer

		

		Note 2



		NSF_Programmed

		NSF programmed from the SEPS export

		Integer

		5

		Note 1, 3



		Omniclass_Code

		Associated omni-class code

		Text

		17

		Note 1



		Project_Dept_AgencyName

		Department owning space

		Text

		150

		Note 1, 3



		Project_FA_AgencyName

		Department functional area classification

		Text

		150

		Note 1, 3



		Project_Room_ID

		Project room ID

		Integer

		

		Note 1, 3



		Project_Room_Name

		Space name

		Text

		100

		Note 1, 3



		Room

		Room Number

		Text

		15

		Note 1, 4, 6



		Room_Code

		Room code from SEPS export

		Text

		5

		Note 1, 3



		Room_POC

		Local point(s) of contact for the space

		Text

		100

		Note 1



		Security_Requirement

		Security requirements for space

		Text

		45

		Note 1



		Shielded_Room

		Space is shield (e.g. lead shielding)

		Yes/No

		

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 16

		

		

		

		









[bookmark: _Ref278797493]Table 20- SEQ Table \* ARABIC 3

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		DMIS

		

		

		

		Note 7



		Floor_Number

		Floor number

		Text

		15

		Note 1, 5



		Installation

		

		

		

		Note 7



		RPUID

		

		

		

		Note 7



		Total Items  =COUNT(above)-1 \# "0" 4

		

		

		

		







20-2.5.4.1 Appendix A Room Data to include:  architectural, mechanical, electrical, plumbing, lighting and acoustical design criteria requirements.  Exceptions to keep data external to the model, but linked via the “Project_Room_ID” must be approved by PPMD.



20-2.5.5 Minimum Real Property Installed Equipment (RPIE) Parameters.  The project RPIE objects shall have the following parameters ( REF _Ref278798299 \h  \* MERGEFORMAT Table 20-4) available with associated data updated as the design is developed and items are purchased and installed during construction.  The contractor shall maintain an exportable table from the BIM that provides the parameters listed in  REF _Ref278798299 \h  \* MERGEFORMAT Table 20-4,  REF _Ref278802630 \h  \* MERGEFORMAT Table 20-5 and  REF _Ref278797493 \h  \* MERGEFORMAT Table 20-3 for each RPIE item.

[bookmark: _Ref278798299]Table 20- SEQ Table \* ARABIC 4

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		Acquisition_Cost

		Cost of the RPIE item

		Number

		0.00

		Note 1



		Areas_Supported

		Areas of the building supported by this RPIE item

		Text

		40

		Note 1



		Assembly_Category

		DMLSS RPIE Hierarchy

		Text

		60

		Note 1, 9



		Barcode

		Unique barcode number assigned – no duplicates

		Text

		20

		Note 1, 9



		Capacity_Unit

		Capacity of the piece of RPIE (e.g. BTUs, Tons, KVA, etc.)  Must be a valid capacity from the “DMLSS Capacity Unit” table

		Text

		20

		Note 1



		Capacity_Value

		The value of the capacity based on the “Capacity_Unit” associated

		Text

		11

		Note 1



		Catalog_No

		RPIE item catalog number by manufacturer

		Text

		20

		Note 1



		Equipment_Hazard

		Hazard associated with RPIE item.  Must be a valid hazard in the “DMLSS Hazard” table.

		Text

		20

		Note 1



		Facility_SubSystem

		DMLSS RPIE Hierarchy subsystem

		Text

		60

		Note 1, 9



		Facility_System

		DMLSS RPIE Hierarchy system

		Text

		60

		Note 1, 9



		Index_Number

		Unique identifier assigned by the medical treatment facility (MTF) – no duplicates

		Text

		25

		Note 1, 9



		Installation_Date

		Date of installation

		Date

		DD/MM/YYYY

		Note 1



		Life_Expectancy

		Expected operational life (in years) of the RPIE item

		Integer

		

		Note 1



		Manufacturer

		RPIE item manufacturer

		Text

		40

		Note 1



		Model

		RPIE model number

		Text

		20

		Note 1



		Nomenclature

		Generic name used for managed equipment in the DMLSS RPIE Hierarchy

		Text

		40

		Note 1, 9



		PM_Parent

		Preventive maintenance schedule required on this item, but must be done with maintenance or a parent item

		Text

		1

		Note 1



		PM_Related

		If “PM-Parent” is Yes, then list the parent RPIE item’s “Index_No” here

		Text

		25

		Note 1



		PM_Sched

		Preventive maintenance schedule required Y – yes, or N – No

		Text

		1

		Note 1



		QA_Method

		R – random, A – automatic;  associated with government maintenance over life of RPIE item (Quality Assurance)

		Text

		1

		Note 1, 9



		QC_Method

		R – random, A – automatic;  associated with government maintenance over life of RPIE item (Quality Control)

		Text

		1

		Note 1, 9



		Risk_Assignment

		Risk value assigned to the piece of equipment relating to the criticality of the that specific piece of RPIE.  Must be a valid DMLSS Risk Assignment value.

		Text

		25

		Note 1, 9



		Serial_No

		RPIE serial number

		Text

		20

		Note 1



		Specification_Unit

		Unit of measure for the RPIE item.  (e.g. amperes, voltage, hertz, etc.)

		Text

		20

		Note 1



		Specification_Value

		The value of the specification based on the “Specification_Unit” associated

		Text

		11

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 29

		

		

		

		



		Warranty_Labor_Expiration

		Date on which the terms of the warranty for labor end

		Date

		DD/MM/YYYY

		Note 1



		Warranty_Parts_Expiration

		Date on which the terms of the warranty for parts end

		Date

		DD/MM/YYYY

		Note 1



		Warranty_Start

		Date the warranty starts for the RPIE item

		Date

		DD/MM/YYYY

		Note 1



		Warranty_Vendor

		Vendor organization that holds the warranty responsibility

		Text

		40

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 30

		

		

		

		







[bookmark: _Ref278802630]Table 20- SEQ Table \* ARABIC 5

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		Room

		

		

		

		Note 8



		Total Items  =COUNT(above)-1 \# "0" 1

		

		

		

		









20-2.5.6 [bookmark: _Ref278800244]Minimum Medical Equipment & Furniture Parameters.  The project medical equipment objects shall have the following parameters available with associated data updated as the design is developed and items are purchased and installed.   REF _Ref278774961 \h  \* MERGEFORMAT Table 20-6 represents the minimum parameters that shall be kept in the model.   REF _Ref278775154 \h  \* MERGEFORMAT Table 20-7 parameters shall be kept either in the model itself as parameters of the medical equipment and furniture, or as an active link external to BIM with written approval of PPMD prior to acceptance of the BIM Execution Plan noted in section  REF _Ref278774727 \r \h 20-2.3.  The contractor shall maintain an exportable table from the BIM that provides the parameters listed in  REF _Ref278774961 \h  \* MERGEFORMAT Table 20-6,  REF _Ref278775154 \h  \* MERGEFORMAT Table 20-7, and  REF _Ref278782254 \h  \* MERGEFORMAT Table 20-8.



[bookmark: _Ref278774961]Table 20- SEQ Table \* ARABIC 6

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		Cost

		Current estimated or actual cost of the item

		Numeric

		0.00

		Note 1



		Currency

		Currency used on project

		Text

		25

		Note 1



		Currency_Rate

		Currency rate to USD for project

		Number

		0.00

		Note 1



		JSN

		Joint Service Number

		Text

		5

		Note 1, 3



		Logistics_Category

		Actual logistics category used for this item in the project

		Text

		1

		Note 1



		Project_Equipment_ID

		Project room contents ID  

		Integer

		

		Note 1, 3



		Project_Room_ID

		Link in the SEPS data set to the unique room ID

		Integer

		

		Note 1, 3



		QTY

		Quantity, typically = 1

		Numeric

		0.00

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 8

		

		

		

		







[bookmark: _Ref278775154]Table 20- SEQ Table \* ARABIC 7

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		Amps1

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Amps2

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Army_Cat

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		BTUPerHour

		As defined in the MIL-STD 1691

		Text

		6

		Note 1



		Date_Appr

		As defined in the MIL-STD 1691

		DATETIME

		0.00

		Note 1



		Depth_CEN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Depth_IN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Desc

		As defined in the MIL-STD 1691

		Text

		3000

		Note 1



		FS_Army

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		FS_Navy

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		FS_USAF

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		FS_VA

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Height_CEN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Height_IN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Hertz

		As defined in the MIL-STD 1691

		Text

		5

		Note 1



		Hertz_dep

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Hertz_swit

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		JSN_Name

		As defined in the MIL-STD 1691

		Text

		50

		Note 1



		Mean_Price

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Navy_Cat

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		NSN

		As defined in the MIL-STD 1691

		Text

		13

		Note 1



		Phase1

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Phase2

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Price_Date

		As defined in the MIL-STD 1691

		DATETIME

		0.00

		Note 1



		Project_JSN_Comment

		

		Text

		100

		Note 1



		Unit_Issue

		As defined in the MIL-STD 1691

		Text

		2

		Note 1



		USAF_Cat

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_1

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_2

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_3

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_4

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_5

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Utility_6

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		VA_Cat

		As defined in the MIL-STD 1691

		Text

		1

		Note 1



		Volts1

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Volts2

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Watts1

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Watts2

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Weight_AV

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Weight_MET

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Width_CEN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Width_IN

		As defined in the MIL-STD 1691

		Numeric

		0.00

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 42

		

		

		

		









[bookmark: _Ref278782254]Table 20- SEQ Table \* ARABIC 8

		Parameter Name

		Description

		Type

		Characters

		Responsible Authority



		PN

		Project Number

		Text

		25

		Note 1, 5



		PName

		Project name

		Text

		100

		Note 1, 5



		Room

		Room number in which the equipment is located

		Text

		

		



		TotalCostPerItem

		Quantity x Cost

		Numeric

		0.00

		Note 1



		Total Items  =COUNT(above)-1 \# "0" 4

		

		

		

		







20-2.5.7 Model Content.  The Contractor’s Model shall include, at a minimum, the requirements of section  REF _Ref278214714 \r \h 20-4.

  

20-2.5.8 Model Granularity.  Models may vary in level of detail for individual elements within a model, but at a minimum must include all features that would be included on a quarter inch (1/4” = 1’0”) scaled drawing (e.g. at least 1/16th, 1/8th and 1/4th), or appropriately scaled civil drawings.  



20-2.5.9 Output.  Each submittal under section  REF _Ref278214770 \r \h 20-3 shall include a list of Construction Documents (e.g., drawings, elevations, design sections and schedules, details) that shall be produced from the submitted Model and Facility Data and updated as necessary.



20-2.6 [bookmark: _Ref278534728][bookmark: _Ref277610680]Quality Control.  



20-2.6.1 Implement quality control (QC) parameters for the Model, including: 



20-2.6.1.1 Standards Checks.  QC checking performed to ensure that the fonts, dimensions, line styles, levels and other contract document formatting issues are followed per the AEC National CADD Standard (HYPERLINK "http://www.buildingsmartalliance.org/index.php/ncs/"http://www.buildingsmartalliance.org/index.php/ncs/). 



20-2.6.1.2 Model Integrity Checks.  QC validation used to ensure that the Project Facility Data set has no undefined, incorrectly defined or duplicated elements.  Report non-compliant elements and corrective action plan to correct non-compliant elements.  Provide the government with detailed justification and request government approval for any non-compliant element which the contractor proposes to be allowed to remain in the Model.



20-2.6.1.3 Other Parameters.  Develop such other QC parameters as Contractor deems appropriate for the Project and provide to the Government for concurrence.  



20-2.7 [bookmark: _Ref278534796]Design and Construction Reviews.  



20-2.7.1 Perform design and construction reviews at each submittal stage under section  REF _Ref278214770 \r \h 20-3 to test the Model, including:  



20-2.7.1.1 Visual Checks.  Check to ensure the design intent has been followed and that there are no unintended elements in the Model.



20-2.7.1.2 Interference Management Checks.  Locate conflicting spatial data in the Model where two elements are occupying the same space.  Log hard interferences (e.g., mechanical vs. structural or mechanical vs. mechanical overlaps in the same location) and soft interferences (e.g. conflicts regarding equipment clearance, service access, fireproofing, insulation) in a written report and resolve.



20-2.7.1.3 IFC Coordination View.  Provide an IFC Coordination View in IFC Express format for all deliverables. Provide exported property set data for all IFC supported named building elements.



20-2.7.1.4 Program for Design (PFD) Validation Check.  Provide report of comparison of contracted PFD to actual design PFD.  The comparison shall either be done within the model platform itself or an external project review program approved by the Government.  Actual NSF for the design shall be automatically generated within the model and not manually entered.  The PFD validation check shall have a minimum of the following data points listed:  PFD Room Code, Design Room Number, Department, Sub Department, Space Type, Room Name, PFD Target NSF, Design Actual NSF, Calculated Delta between Target and Actual NSF for room, calculated exceeds critical delta (yes or no), and SEPS Project Room ID.  The project team shall establish a target “critical” delta or allowable variance for rooms at the beginning of the project (e.g. 2%).  The PFD validation report will indicate rooms that fall outside of these established criteria.



20-2.7.1.5 Project Room Contents (PRC) Validation Check (Equipment Program Validation).  Provide report of comparison of approved PRC list by room to actual design PRC.  The comparison shall either be done within the model platform itself or an external project review program approved by the Government.  The report shall provide a list of rooms where the design PRC does not match the approved PRC and the specific items that do not match.  The non-matching items list shall include at a minimum the PRC equipment item approved and expected, and the designed PRC item not matching.



20-2.7.1.6 Gross Area Tabulation Calculation.  The contractor shall calculate the departmental gross square feet / meters (GSF / GSM) and the building GSF / GSM using the model’s automatic calculation attributes in accordance with this UFC’s gross square footage calculation guidance.  



20-2.7.1.6.1 Departmental Gross Area Tabulation report shall as a minimum identify the total departmental gross area factor.



20-2.7.1.6.2 Total building Gross Area Tabulation report shall as a minimum identify total mechanical gross, circulation gross, electrical gross and overall building gross area factor.



20-2.7.1.7 Other Parameters.  Develop such other Review parameters as the Contractor deems appropriate for the Project and provide to the Government for concurrence.



20-3 [bookmark: _Ref278214770]DESIGN STAGE SUBMITTAL REQUIREMENTS



20-3.1 Submittal Requirements.   Provide submittals in compliance with BIM Execution Plan deliverables at stages as described hereinafter.



20-3.1.1 Provide a Contractor-certified written report with each design submittal, confirming that consistency checks as identified in section  REF _Ref278534728 \r \h 20-2.6 and  REF _Ref278534796 \r \h 20-2.7 have been completed for the design submittal.  This report shall be discussed as part of the design review conference and shall address cross-discipline interferences, if any.   



20-3.1.2 At each Stage in section  REF _Ref278538037 \r \h 20-3.2 through  REF _Ref278538099 \r \h 20-3.5, provide the Government with:



20-3.1.2.1 The Model, Facility Data, Workspace and CAD Data files in native BIM/CAD.

 

20-3.1.2.2 A 3-D interactive review format of the Model in Bentley Navigator, Navisworks, Adobe 3D PDF 9.0 (or later), Google Earth KMZ or other format per Execution Plan requirements.  The file format for reviews can change between submittals.



20-3.2 [bookmark: _Ref278538037]Interim Design Submittals.  



20-3.2.1 BIM and CAD Data.  The Model shall include architectural, interior design, structural, mechanical, electrical, plumbing and fire protection systems and Facility Data, as applicable to the Interim Design package(s).



20-3.2.1.1 The BIM Execution Plan shall include details of the interim design submittals and expected level of detail for each coordinated design element/system.



20-3.2.1.2 Each interim design submittal model shall include the parameters noted in sections  REF _Ref278800227 \r \h 20-2.5.3 through  REF _Ref278800244 \r \h 20-2.5.6 regardless of availability of the actual data.  Parameters shall have data entered in accordance with the BIM Execution Plan.  SEPS BIM Export Room data must be loaded no later than the first design submittal indicating individual rooms.

 

20-3.3 Final Design Submissions and Design Complete Submittals.  



20-3.3.1 BIM and CAD Data.  The Model shall include all design elements identified in section  REF _Ref278214714 \r \h  \* MERGEFORMAT 20-4, unless otherwise agreed by the Government.  



20-3.3.1.1 Agents shall coordinate approval from PPMD prior to granting any exceptions or exclusions.  



20-3.3.1.2 Secure Government acceptance of the Model before proceeding with commencement of construction.



20-3.4 Construction Submittals – Over-The-Shoulder Progress Reviews.

  

20-3.4.1 Periodic quality control meetings or construction progress review meetings shall include quality control reviews on the implementation and use of the Model, including interference management and design change tracking information.



20-3.5 [bookmark: _Ref278538099]Final As-Builts BIM and CAD Data.  



20-3.5.1 Agents shall ensure contracts are coordinated to align responsibility with the chosen acquisition strategy.    The following minimums shall be applicable to either the designer or builder (construction contractor) for a given project.



20-3.5.1.1 Submit the final Model, Facility, and CAD Data files reflecting as-built conditions for Government Approval prior to project closeout.



20-3.5.1.2 As-builts Models shall contain updated and accurate parameter data at the time of submittal.  Parameters minimum data shall be as indicated in sections  REF _Ref278800227 \r \h 20-2.5.3 through  REF _Ref278800244 \r \h 20-2.5.6.



20-4 [bookmark: _Ref278214714]BIM MODEL MINIMUM REQUIREMENTS AND OUTPUT



20-4.1 General Provisions.  The deliverable Model shall be developed to include the systems described below as they would be built and the processes of installing them, and to reflect final as-built conditions.  The deliverable model at the interim design stage and at the final design stage (“released for construction”) shall be developed to include as many of the systems described below as are necessary and appropriate at that design stage.  



20-4.2 Architectural/Interior Design.  The Architectural systems Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:



20-4.2.1 Spaces.  The Model shall include spaces defining accurate net square footage and net volume, and holding data for the room finish schedule for including room names and numbers.  Minimum space requirement parameter data is listed in section  REF _Ref278805894 \r \h 20-2.



20-4.2.2 Walls and Curtain Walls.  Each wall shall be depicted to the exact height, length, width and ratings (thermal, acoustic, fire) to properly reflect wall types.  The Model shall include all walls, both interior and exterior, and the necessary intelligence to produce accurate plans, sections and elevations depicting these design elements.  



20-4.2.3 Doors, Windows and Louvers.  Doors, windows and louvers shall be depicted to represent their actual size, type and location.  Doors and windows shall be modeled with the necessary intelligence to produce accurate window and door schedules. 



20-4.2.4 Roof.  The Model shall include the roof configuration, drainage system, penetrations, specialties, and the necessary intelligence to produce accurate plans, building sections and generic wall sections where roof design elements are depicted.



20-4.2.5 Floors.  The floor slab shall be developed in the structural Model and then referenced by the architectural Model for each floor of the Project building.  



20-4.2.6 Ceilings.  All heights and other dimensions of ceilings, including soffits, ceiling materials,  or other special conditions shall be depicted in the Model with the necessary intelligence to produce accurate plans, building sections and generic wall sections where ceiling design elements are depicted.



20-4.2.7 Vertical Circulation.  All continuous vertical components (i.e., non-structural shafts, architectural stairs, handrails and guardrails) shall be accurately depicted and shall include the necessary intelligence to produce accurate plans, elevations and sections in which such design elements are referenced.  



20-4.2.8 Architectural Specialties and Woodwork.  All architectural specialties (i.e., toilet room accessories, toilet partitions, grab bars, lockers, and display cases) and woodwork (i.e., cabinetry and counters) shall be accurately depicted with the necessary intelligence to produce accurate plans, elevations and sections in which such design elements are referenced.



20-4.2.9 Signage.  The Model shall include all signage and the necessary intelligence to produce accurate plans and schedules.  

  

20-4.2.10 Schedules.  Provide door, window, hardware, sets using Builders Hardware Manufacturers Association (BHMA) designations, flooring, and wall finish, and signage schedules from the Model, indicating the type, materials and finishes used in the design. 



20-4.3 Furniture/Fixtures/Equipment.  3D representation of FFE elements is preferred.  For projects with an extensive systems furniture layout that may impact BIM system performance the Contractor will contact the Government for consideration of 2D representation.  The FFE systems Model may vary in level of detail for individual elements throughout interim design submittals, however at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:



20-4.3.1 Furniture.  The furniture systems Model may vary in level of detail for individual elements within a Model, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing, and shall include all relevant office equipment and furniture system layouts, with necessary intelligence to produce accurate plans, sections, perspectives and elevations necessary to completely depict furniture systems locations and sizes.

 

20-4.3.1.1 System Coordination.  Furniture that makes use of electrical, data, plumbing or other features shall include the necessary intelligence to produce coordinated documents and data. 



20-4.3.1.2 Fixtures and Equipment.  Fixtures and equipment shall be depicted to meet layout requirements with the necessary intelligence to produce accurate plans, elevations, sections and schedules depicting their configuration.



20-4.3.1.3 Medical or laboratory Equipment provided in the PRC shall as a minimum be shown with accurate volumetric representations and loaded with appropriate MILSTD 1691 data set.  The graphical representation (minimum volumetric representation) and parametric data shall be updated as the plan develops accurately representing the current planning details.



20-4.3.1.4 Schedules.  Provide furniture and equipment schedules from the model indicating the materials, finishes, mechanical, and electrical requirements.



20-4.4 Structural.  The structural systems Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include:



20-4.4.1 Foundations.  All necessary foundation and/or footing elements, with necessary intelligence to produce accurate plans and elevations.



20-4.4.2 Floor Slabs.  Structural floor slabs shall be depicted, including all necessary recesses, curbs, pads, closure pours, and major penetrations accurately depicted.



20-4.4.3 Structural Steel.  All steel columns, primary and secondary framing members, and steel bracing for the roof and floor systems (including decks), including all necessary intelligence to produce accurate structural steel framing plans and related building/wall sections.



20-4.4.4 Cast-in-Place Concrete.  All walls, columns, and beams, including necessary intelligence to produce accurate plans and building/wall sections depicting cast-in-place concrete elements.



20-4.4.5 Expansion/Contraction Joints.  Joints shall be accurately depicted.



20-4.4.6 Stairs.  The structural Model shall include all necessary openings and framing members for stair systems, including necessary intelligence to produce accurate plans and building/wall sections depicting stair design elements.



20-4.4.7 Shafts and Pits.  The structural Model shall include all necessary shafts, pits, and openings, including necessary intelligence to produce accurate plans and building/wall sections depicting these design elements.



20-4.5 Mechanical.  The mechanical systems Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than 1-1/2” NPS) field-routed piping is not required in the model.  Additional minimum Model requirements include: 



20-4.5.1 HVAC.  All necessary heating, ventilating, air-conditioning and specialty equipment, including air distribution ducts for supply, return, and ventilation and exhaust ducts, including control system, registers, diffusers, grills and hydronic baseboards with necessary intelligence to produce accurate plans, elevations, building/wall sections and schedules.  



20-4.5.1.1 Mechanical Piping.  All necessary piping and fixture layouts, and related equipment, including necessary intelligence to produce accurate plans, elevations, building/wall sections, and schedules.  



20-4.5.2 Plumbing.  All necessary plumbing piping and fixture layouts, floor and area drains, and related equipment, including necessary intelligence to produce accurate plans, elevations, building/wall sections, riser diagrams, and schedules.  



20-4.5.3 Equipment Clearances.  All HVAC and Plumbing equipment clearances shall be modeled for use in interference management and maintenance access requirements.



20-4.5.4 Elevator Equipment.  The Model shall include the necessary equipment and control system, including necessary intelligence to produce accurate plans, sections and elevations depicting these design elements.



20-4.6 Electrical/Telecommunications.  The electrical systems Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Small diameter (less than 1-1/2”Ø) field-routed conduit is not required in the model. Additional minimum Model requirements include:



20-4.6.1 Interior Electrical Power and Lighting.  All necessary interior electrical components (i.e., lighting, receptacles, special and general purpose power receptacles, lighting fixtures, panelboards, cable trays and control systems), including necessary intelligence to produce accurate plans, details and schedules.  Lighting and power built into furniture/equipment shall be modeled.



20-4.6.2 Special Electrical Systems.  All necessary special electrical components (i.e., security, Mass Notification, Public Address, nurse call and other special occupancies, and control systems), including necessary intelligence to produce accurate plans, details and schedules.



20-4.6.3 Grounding Systems.    All necessary grounding components (i.e., lightning protection systems, static grounding systems, communications grounding systems, bonding), including necessary intelligence to produce accurate plans, details and schedules.



20-4.6.4 Communications.  All existing and new communications service controls and connections, both above ground and underground with necessary intelligence to produce accurate plans, details and schedules.  Cable tray routing shall be modeled without detail of cable contents.  



20-4.6.5 Exterior Building Lighting.  All necessary exterior lighting with necessary intelligence to produce accurate plans, elevations and schedules.  The exterior building lighting Model shall include all necessary lighting, relevant existing and proposed support utility lines and equipment required with necessary intelligence to produce accurate plans, details and schedules.



20-4.6.6 Equipment Clearances.  The model shall incorporate and define all electrical and communications working spaces, clearances, and required access



20-4.7 Fire Protection.  The fire protection system Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a quarter inch (1/4”=1’0”) scaled drawing.  Additional minimum Model requirements include: 



20-4.7.1 Fire Protection System.  All relevant fire protection components (i.e., branch piping, sprinkler heads, fittings, drains, pumps, tanks, sensors, control panels) with necessary intelligence to produce accurate plans, elevations, building/wall sections, riser diagrams, and schedules.  All fire protection piping shall be modeled.  



20-4.7.2 Fire Alarms.  Fire alarm/mass notification devices and detection system shall be indicated with necessary intelligence to produce accurate plans depicting them.  



20-4.8 Civil.  The civil Model may vary in level of detail for individual elements, but at a minimum must include all features that would be included on a one inch (1”=100’) scaled drawing. Additional minimum Model requirements include:



20-4.8.1 Terrain (DTM).  All relevant site conditions and proposed grading, including necessary intelligence to produce accurate Project site topographical plans and cross sections.



20-4.8.2 Drainage.  All existing and new drainage piping, including upgrades thereto, including necessary intelligence to produce accurate plans and profiles for the Project site.



20-4.8.3 Storm Water and Sanitary Sewers.  All existing and new sewer structures and piping, including upgrades thereto, on the Project site with necessary connections to mains or other distribution points as appropriate, including necessary intelligence to produce accurate plans and profiles for the Project site.



20-4.8.4 Utilities.  All necessary new utilities connections from the Project building(s) to the existing or newly-created utilities, and all existing above ground and underground utility conduits, including necessary intelligence to produce accurate plans and site-sections.



20-4.8.5 Roads and Parking.  All necessary roadways and parking lots or parking structures, including necessary intelligence to produce accurate plans, profiles and cross-sections. 



20-5 
Ownership and Rights in Data



20-5.1 Ownership.  The Government has ownership of and rights at the date of Closeout Submittal to all CAD files, BIM Model, and Facility Data developed for the Project in accordance with FAR Part 27.  The Government may make use of this data following any deliverable, including interim or final submittals.



20-6 Contractor Electives



20-6.1 Applicable Criteria.  If the Contractor elected to include one or more of the following features as an elective in its accepted contract proposal for additional credit during the source selection, as described in the proposal submission requirements and evaluation criteria, the following criteria are requirements, as applicable to those elective feature(s).



20-6.2 COBIE Compliance.  The Model and Facility Data for the Project shall fulfill Construction Operations Building Information Exchange (COBIE) requirements, including all requirements for the indexing and submission of Portable Document Format (PDF) and other appropriate file formats that would otherwise be printed and submitted in compliance with Project operations and maintenance handover requirements.	Comment by rmanning: Once DMLSS-FM maps to COBIE this will move to minimum requirements.



20-6.2.1 While the full use of COBIE is an elective, the minimum data elements noted in this chapter shall be provided with each submittal to the maximum extent that it is developed for the given level of detail.



20-6.3 Electronic Exchange.  The National Building Information Model Standard (NBIMS) COBIE format shall be used for electronic exchange on this Project.  Compile a COBIE index on the Microsoft Excel spreadsheet provided by NBIMS at www.nbims.org.  Unless otherwise noted, also provide information identified in the COBIE Pilot Implementation Standard worksheets.



20-6.4 Project Scheduling using the Model.  In the Plan and during the Preliminary Plan Review, provide an overview of the use of BIM in the development and support of the project construction schedule. 



20-6.4.1 Submittal Requirements.  During the Submittal stages, the Contractor shall deliver the construction schedule with information derived from the Model.



20-6.4.1.1 Construction Submittals – Over-The-Shoulder Progress Reviews.  Periodic quality control meetings or construction progress review meetings shall include quality control reviews on the implementation and use of the Model for project scheduling.  



20-6.5 Cost Estimating.  In the Plan and during the Preliminary Plan Review, provide an overview of the use of BIM in the development and support of cost estimating requirements, or other applications such as cost analysis and estimate validation. 



20-6.5.1 Submittal Requirements.  During the Submittal stages, the Contractor shall deliver cost estimating information derived from the Model.



20-6.5.2 Project completion.  At project completion, the Contractor shall provide an MII (Micro Computer Aided Cost Estimating System Generation II) Cost Estimate which follows the USACE Cost Engineering Military Work Breakdown System (WBS), a modified uniformat, to at least the sub-systems level and uses quantity information supplied directly from BIM output to the maximum extent possible, though other "Gap" quantity information will be included as necessary for a complete and accurate cost estimate.  



20-6.5.2.1 Sub system level extracted quantities from the BIM for use within the estimate shall be provided according to how detailed line items or tasks should be installed/built so that accurate costs can be developed and/or reflected. Therefore, when developing a BIM, the designer shall be cognizant of what tasks need to be separated appropriately at the beginning stages of model development, such as tasks done on the first floor versus the same task on higher floors that will be more labor intensive and therefore need to have a separate quantity and be priced differently.  Tasks and their extracted quantities from the BIM shall be broken done by their location (proximity in the structure) as well as the complexity of its installation.  



20-6.5.2.2 At all design stages it shall be understood that BIM output as described in this document will not generate all quantities that are necessary in order to develop a complete and accurate cost estimate of the project based on the design.  An example of this would be plumbing that is less than 1.5" diameter and therefore not expected to be modeled due to granularity; this information is commonly referred to as The Gap.  Quantities from The Gap and their associated costs shall be included in the final project actual cost estimates as well.





End of proposed language.



Note:  copies of the proposed language documents are also provided as attachments in the Acrobat file of this document.
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The following is a list of acronyms relevant to this PIP.

		Acronym

		Represents



		AFCEE

		Air Force Center for Engineering and the Environment



		BHMA

		Builders Hardware Manufacturers Association (http://www.buildershardware.com/) 



		BIM

		Building Information Model

Building Information Modeling



		BOD

		Beneficial Occupancy Date



		BUMED

		Bureau of Medicine (Navy)



		CAFM

		Computer Aided Facility Management



		cdays

		Calendar Days



		CIDM

		Capital Investment Decision Model



		CIP

		Capital Investment Proposal



		CMMS

		Computerized Maintenance Management System



		CO2

		Carbon Dioxide



		CSI

		Construction Specifications Institute



		DMLSS

		Defense Medical Logistics Standard Support



		DMLSS-ET&M

		DMLSS – Equipment Technology and Management



		DMLSS-FM

		Defense Medical Logistics Standard Support – Facility Management



		DN

		Diameter Nominal (metric equivalent of NPS)



		DoD

		Department of Defense



		DTM

		Digital Terrain Model



		FLCM

		Facility Life Cycle Management



		FM

		Facility Management

Facility Manager



		HFD

		Health Facility Division



		HFPA

		US Army Health Facility Planning Agency



		IFC

		Industry Foundation Class



		IFD

		International Framework for Dictionaries – Open Source (http://dev.ifd-library.org/) 



		LCC

		Life Cycle Cost



		LCCA

		Life Cycle Cost Analysis



		MEP

		Mechanical, Electrical and Plumbing



		MHS

		Military Health System



		MILSTD

		Military Standard



		NAVFAC

		Naval Facilities Engineering Command



		NPS

		Nominal Pipe Size



		OmniClass

		OmniClass Construction Classification System – Open Source (http://www.omniclass.org/) 



		OSD-HA

		Office of the Secretary of Defense for Health Affairs



		PIP

		Process Improvement Proposal



		PPMD

		Portfolio Planning and Management Division



		ROI

		Return On Investment



		RPIE

		Real Property Installed Equipment



		SEPS

		Space and Equipment Planning System



		SOW

		Scope of Work

Statement of Work



		SRM

		Sustainment Restoration and Modernization



		SROI

		Sustainable Return on Investment



		TMA

		Tricare Management Activity



		USACE

		United States Army Corps of Engineers



		USAMEDCOM

		United States Army Medical Command



		Acronym

		Represents



		AFCEE

		Air Force Center for Engineering and the Environment



		BHMA

		Builders Hardware Manufacturers Association (HYPERLINK "http://www.buildershardware.com/"http://www.buildershardware.com/) 



		BIM

		Building Information Model

Building Information Modeling



		BOD

		Beneficial Occupancy Date



		BUMED

		Bureau of Medicine (Navy)



		CAFM

		Computer Aided Facility Management



		cdays

		Calendar Days



		CIDM

		Capital Investment Decision Model



		CIP

		Capital Investment Proposal



		CMMS

		Computerized Maintenance Management System



		CO2

		Carbon Dioxide



		CSI

		Construction Specifications Institute



		DMLSS

		Defense Medical Logistics Standard Support



		DMLSS-ET&M

		DMLSS – Equipment Technology and Management



		DMLSS-FM

		Defense Medical Logistics Standard Support – Facility Management



		DoD

		Department of Defense



		FLCM

		Facility Life Cycle Management



		FM

		Facility Management

Facility Manager



		HFD

		Health Facility Division



		HFPA

		US Army Health Facility Planning Agency



		IFC

		Industry Foundation Class



		IFD

		International Framework for Dictionaries – Open Source (HYPERLINK "http://dev.ifd-library.org/"http://dev.ifd-library.org/) 



		LCC

		Life Cycle Cost



		LCCA

		Life Cycle Cost Analysis



		MEP

		Mechanical, Electrical and Plumbing



		MHS

		Military Health System



		MILSTD

		Military Standard



		NAVFAC

		Naval Facilities Engineering Command



		OmniClass

		OmniClass Construction Classification System – Open Source (HYPERLINK "http://www.omniclass.org/"http://www.omniclass.org/) 



		OSD-HA

		Office of the Secretary of Defense for Health Affairs



		PIP

		Process Improvement Proposal



		PPMD

		Portfolio Planning and Management Division



		ROI

		Return On Investment



		RPIE

		Real Property Installed Equipment



		SEPS

		Space and Equipment Planning System



		SOW

		Scope of Work

Statement of Work



		SRM

		Sustainment Restoration and Modernization



		SROI

		Sustainable Return on Investment



		TMA

		Tricare Management Activity



		USACE

		United States Army Corps of Engineers



		USAMEDCOM

		United States Army Medical Command
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The following represents significant history relating to the development and implementation of this process improvement proposal.

		Date

yyyy.mm.dd

		Description



		2010.10.13

		Reviewed objectives with PPMD, agents and services.  Formal MHS BIM workgroup established.



		2010.11.15

		Reviewed PIP with PPMD, agents and services.



		2010.11.22

		Updated room and project minimum parameters and definitions updated with new SEPS info.



		2010.11.29

		Final draft with UFC formatting updates sent to agents and services.



		2010.12.13

		Final draft review meeting with BIM Working Group.



		2011.01.10

		Final draft review meeting with BIM Working Group.



		2011.01.18

		MHS BIM Objectives Overview Lunch & Learn



		20102011.1201.xx

		Final draft given to HFSC Workgroup #1 for progress status update.



		2011.02.xx

		BIM PIP v5 provided to ADC



		2011.02.xx

		BIM PIP v5 with shorten one page BIM requirement give to ADC



		2011.02.xx

		ADC provided revisions to single page BIM requirement.



		2011.04.08

		BIM PIP v7 – noting changes to date.



		2011.04.11

		BIM PIP v7, ADC edits to Chapter 20, and DoD MHS Minimum BIM requirements provided to BIM Working Group at meeting review.
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