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NOTES
1. PROVIDE BATTERY BACKUP FOR ALL LIGHT FIXTURES.
2. COORDINATE WITH EQUIPMENT MANUFACTURER FOR ANY ELECTRONIC BALLAST INTERFERRENCE.

TX EYE PRK/LASIK (TREY3)

OPHTHALMOLOGY/OPTOMETRY 0 1000 2000

CEILING PLAN 26.02 NSM (280 NSF) m
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